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UNAUTHORIZED ALTERATIONS OR 
ADDITIONS TO THIS DOCUMENT IS 

A VIOLATION OF SECTION 7209 OF 
THE NEW YORK STATE EDUCATION 
LAW. THESE DOCUMENTS REMAIN 

THE EXCLUSIVE PROPERTY OF THE 

ENGINEER, AND MAY NOT BE USED 
FOR ANY PURPOSE WHATSOEVER 
WITHOUT THE WRITTEN CONSENT 

OF THE ENGINEER.
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EXIST. 4" STORM MAIN TO BE REMOVED.

SEE SITE DWGS. FOR CONTINUATION.

CUT EXIST. RISERS (4" ROOF LEADER, 6" WASTE

& 4" VENT) BELOW 1ST FLOOR SLAB & REMOVE

ALL EXIST. PIPING BELOW.

REMOVE EXIST. 6" WASTE & RELATED

CLEANOUT, SUPPORTS, ETC.

REMOVE EXIST. 4" ROOF LEADER &

RELATED CLEANOUT, SUPPORTS, ETC.

EXIST. 1" CD PIPING

& INSULATION TO

BE REMOVED (TYP.)

EXIST. WASTE & VENT

PIPING AT CLG. TO

REMAIN (TYP.)

EXIST. WASTE PIPING

AT CLG. TO REMAIN

(TYP.)

CUT EXIST. 1" CD RISER BELOW 1ST FLOOR

SLAB. & REMOVE ALL EXIST. CD PIPING BELOW

EXIST. 6" WASTE TO EXIST.

SEWAGE EJECTOR SYSTEM

TO REMAIN

REMOVE PUMP DISCHARGE

PIPING BELOW GRADE TO

BE REMOVED

REMOVE AREA DRAIN &

RELATED PIPING TO BE

REMOVED

MECH. ROOM

ST.

BAND ROOM

023

ST.

INST.

ST.

CUST.

ELEC.

ELEC.

ELEC.

STOR.

STORAGE

STORAGE

CORRIDOR

EXIST. GROUND WATER SUMP

PIT & PUMPS TO REMAIN

EXIST. AREA DRAIN

& RELATED PIPING

TO REMAIN

FCU

EXIST. FAN COIL UNIT

TO REMAIN

EXIST. DRAIN PIPING TO

BE REMOVED

ELEC.

TLT.

010A

RM 010

STOR.

010B

CUSTODIAN

TLT.

010C

RM 008

OT/PT

006

STAIR #7

METER

MATH RESOURCE

010C

STORAGE

TOILET

022

STORAGE

014A

STOR.

KITCHEN

014

STAFF LOUNGE
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REMOVE WASTE PIPING AT CLG.

EXIST. ABANDONED PIPING TO BE

REMOVED. CAP OPENING IN WALL.

4"

EXIST. AIR COMPRESSOR &

AIR DRYER  FOR DRY-PIPE

SPRINKLER SYSTEM TO BE

RELOCATED & REUSED.

EXIST. CD PIPING AT

FLOOR LEVEL TO REMAIN

MECH. ROOM

JAN.

BOYS

GIRLS

EXIST. DRAIN PIPING

BELOW SLAB TO BE

ABANDONED IN PLACE

EXIST. 3/4"

COMPRESSED AIR

PIPING TO REMAIN

EXIST. 3/4" COMPRESSED AIR

PIPING & RELATED GAUGE,

FITTINGS & SUPPORTS TO

BE REMOVED.

EXIST. SPRINKLER

PIPING TO REMAIN.

CHECK IN FIELD FOR

EXACT LOCATION

EXIST. SPRINKLER & RELATED

PIPING & SUPPORTS TO BE

REMOVED (TYP. FOR 3)

CUT & CAP PIPE OPENING

IN EXIST. ENCLOSURE

EXIST. 2" DRAIN PIPING

IN ENCLOSURE TO

REMAIN

SHED

GAS GAS GAS GAS GAS

DISCONNECT EXIST. 1-1/4"

GAS FROM GAS MAIN &

REMOVE. CHECK IN FIELD
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EXIST. 1-1/4" GAS TO BE REMOVED,

COMPLETE W/ ALL EXIST. VALVES,

PRESSURE REGULATORS, FITTINGS,

SUPPORTS, ETC. (TYP.)

EXIST. CD PUMP

TO BE REMOVED

& TURNED OVER

TO OWNER

EXIST. EJECTOR

PUMP TO REMAIN
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 Partial Lower Level Plumbing Demolition Plan

1/8" = 1'-0"
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GENERAL DEMOLITION NOTES

1. LOCATIONS/ROUTINGS/SIZES OF EXIST. PLUMBING PIPING SHOWN ARE BASED ON  SITE

OBSERVATIONS & THEY ARE APPROXIMATE.  PC IS RESPONSIBLE TO VERIFY THEM IN

FIELD. GC TO SAWCUT EXIST. WALLS/FLOOR SLABS OR OPENING EXIST. CHASES AS

REQUIRED TO ACCOMMODATE PLUMBING INSTALLATION. GC TO PATCH

WALLS/CHASES/FLOOR SLABS AS REQUIRED TO MATCH EXISTING.

2. ANY CUTTING, PATCHING, OR FINISH REPAIR WORK REQUIRED FOR PLUMBING WORK IS

THE RESPONSIBILITY OF GC.

3. PC IS RESPONSIBLE FOR SHUTDOWN AND/OR TO ISOLATE SECTIONS OF PLUMBING &

SPRINKLER SYSTEMS, AND DRAIN WATER FROM THE SYSTEMS TO ACCOMMODATE FOR

DEMOLITION. RESTORE THE SYSTEMS AS REQUIRED.

4. GC IS RESPONSIBLE TO REMOVE EXISTING CEILING/GRIDS & RELOCATE EXISTING LIGHT

FIXTURES, FIRE & COMMUNICATION DEVICES, ETC. TO ACCOMMODATE PLUMBING

INSTALLATION.  REINSTALL TO MATCH EXISTING.  REPLACE ALL DAMAGED TILES. MODEL

& TYPE OF NEW CEILING TILES SHALL MATCH EXISTING.

5. ALL EXIST. CONDENSATE DRAIN PIPING THAT IS ASSOCIATED WITH DEMOLISHED HVAC

UNITS SHALL BE REMOVED BY MC.  REFER TO MECH. DWGS. FOR LOCATIONS.

6. EXIST. CABINET SINKS THROUGHOUT THE SCHOOL ARE TO BE REPLACED. REFER TO

DWGS. A2.03 THRU A2.05 FOR LOCATIONS.  PC SHALL DISCONNECT EXIST. PLUMBING

PIPING TO ACCOMMODATE REMOVAL OF EXIST. CABINETS. REMOVE EXIST. SINKS &

FAUCETS & PLUMBING ACCESSORIES & DISPOSE OFF THE SITE.


