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(E) CONDENSATE
DRAIN

RTU-1
(180 MBH)

G
AS

G
AS

GAS GAS GAS

(N)1-1/4"

CRAWL
SPACE

MECHANICAL
SPACE

CRAWL
SPACE

CRAWL
SPACE

CRAWL
SPACE

CRAWL
SPACE

CELLAR
STORE ROOM

HALL

RAMP

UP

UP

G
AS

G
AS

G
AS
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1-1/2" UP

GAS GAS GAS

2" UP

(E) O&R GAS METER

2"

(E) EF

ACC-2

ACC-IT

ACC-3

ACC-1DOAS-1
(150 MBH)

1" DN. TO ROOF CURB "PATE" PORTAL.
REFER TO GAS CONNECTION DETAIL 2
ON P2.02 DWG.

ROUTE 1" CONDENSATE
DRAIN TO NEAREST ROOF
DRAIN

1

GAS

RAMP (20')

D
N

SLOPE 1:12 MAX.

(E) 4" SANITARY
MAIN TO REMAIN

TO (E) SEPTIC
TANK.

(E) 3/4" DCW & DHW
TO BE REMOVED TO
THIS POINT

DHW
DCW

ISSUE FOR BID
03/10/2021

1
BID ADDENDUM
3/31/21

2
BID ADDENDUM
4/7/21

2
P2.01

Plumbing Proposed Floor Plan
1/8" = 1'-0"

1
P2.01

Plumbing Proposed Basement Floor Plan
1/8" = 1'-0"

PLUMBING KEY NOTES 
CONNECT (N) GAS PIPE TO UNIT AND PROVIDE (N) REGULATOR AND SHUT
OFF VALVE. REGULATOR SHALL BE VENTED W/ 3/4" VTR. TERMINATE 36"
AFR AND TERMINATE WITH A TURN DOWN ELBOW.

1

3
P2.01

Plumbing Proposed Roof Plan
1/8" = 1'-0"

ROUTE & INDIRECT DISCHARGE 1-1/4" CONDENSATE DRAIN TO SERVICE
SINK LOCATED IN JAN. CLOSET.

2

4
P2.01

Plumbing Partial Demo. Plan
1/8" = 1'-0"

NOTE:
SHADED AREA
DENOTES WORK
THAT IS EXCLUDED
FROM THIS
CONTRACT.

Shaded Area
Not In Contract

Phase #2 - Base
Bid Work

Phase #2 - ADD
ALTERNATE #1

Phase #2 - ADD
ALTERNATE #3

Shaded Area
Not In Contract

Shaded Area
Not In Contract

Shaded Area
Not In Contract

Phase #2 - ADD ALTERNATE #1 SCOPE:
CONNECT CONDENSATE DRAIN FROM
AH-1 TO EXISTING CONDENSATE DRAIN
OF AH-2.

2



NOTES:
1. GAS PIPE SIZES BASED ON 2015 IFGC TABLE 402.4(1) "SCHEDULE 40

METALLIC PIPE" FOR PRESSURES LESS THAN 2 PSI WITH A
PRESSURE DROP OF 0.3" PSI.

2. PROVIDE A GAS PRESSURE REGULATOR AT EACH UNIT TO REDUCE
THE PRESSURE TO THE REQUIREMENTS OF THE APPLIANCE.

3. PLUMBING CONTRACTOR TO PROVIDE 3/4" VENT  FOR ALL INDOOR
GAS PRESSURE REGULATORS.  PIPE VENT RELIEF TO ATMOSPHERE.
COORDINATE  W/ LOCAL UTILITY COMPANY FOR GAS PRESSURE
REGULATOR VENTING REQUIREMENTS. COORDINATE TERMINATION
W/ ANY ROOFTOP UNIT EQUIPMENT AIR INTAKE.

4. ALL GAS PIPING ABOVE GRADE SHALL BE SCHEDULE 40 BLACK
STEEL PIPE WITH MALLEABLE IRON THREADED FITTINGS (PIPE SIZE
2" AND SMALLER) AND WELDED FITTINGS (PIPE SIZE 2-1/2" AND
LARGER)
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G
AS

(E)AH
(110 MBH)

(E)AH

AH-3

(110 MBH)

(80 MBH)

(E) RANGE
(58 MBH)

DOAS-1
(150 MBH)

AH-2
(220 MBH)

AH-1
(110 MBH)

2-1/2"

GAS SERVICE
PROVIDED BY

ORANGE &
ROCKLAND

2-1/2" GAS FROM
SERVICE MAIN
(1,018 CFH, 7" W.C.,
APPROX. 150 FT)

1-1/2"

1-1/2"

3/4"

1"

1-1/4"

3/4"

1"

2"

(E)1-1/4"

1-1/2"

1-1/2"

1"

1-1/4"

1"

FLEXIBLE CONNECTION

GAS LINE (SEE PLAN FOR SIZES)

DRIP
LEG

GAS MAIN

CEILING

ROOF

FULL PORT SHUT-OFF VALVE

OUTDOOR, LOCK-UP
PRESSURE REGULATOR

CONNECT TO
DOAS, AH-1,
AH-2, AH-3,
ETU-1 UNITS

CURB MOUNTED PIPE
PORTAL, AS MADE BY "PATE"
OR APPROVED EQUAL (TYP.)

BRANCH SIZE TEE FITTING &
SEDIMENT TRAP W/ CAP

12"
MAX

12"
MAX

UNION (TYP.)

TEE FITTING W/ CAP (NOT LESS
THAN 10 PIPE DIAMETERS
DOWNSTREAM OF REGULATOR

2
P2.02

GAS CONNECTION DETAIL
N.T.S

1
P2.02

GAS RISER DIAGRAM
N.T.S

WALL CLEANOUT
(COWP)

CO PLUG

ROUND STAINLESS
STEEL ACCESS
PLATE

WALL

FLOOR CLEANOUT
(CODP)

IN-LINE
CLEANOUT
(CO)

FIRE SAFING - PACK SOLID
BETWEEN PIPE & FLOOR
OPENING TO FULL DEPTH
OF FLOOR

FASTENER PER MANUFACTURER
REQUIREMENTS

RISER CLAMP BY "CARPENTER
& PATERSON" OR EQUAL.

FLOOR
OPENING

RISER PIPE

3
P2.02

CLEANOUT DETAIL
N.T.S

4
P2.02

PIPE RISER CLAMP
N.T.S

EXISTING 4" WASTE

PLUMBING FIXTURE SCHEDULE
NUMBER FIXTURE MANUFACTURER TYPE &

MODEL NO. TRIM NO. SUPPLY
PIPE NO. TRAP NO. SUPPORT NO.

PIPE SIZES
DFU WSFU DESCRIPTION

TRAP WASTE VENT CW HW

WATER CLOSET AMERICAN STANDARD
CADET

FLOWISE
2467.100

-- -- -- FLOOR
MOUNTED INTEGRAL 4" 2" 1/2" - 4 2.5 INCLUDE 5901.100 ELONGATED HEAVY DUTY BOWL.

INSTALL ADA WATER CLOSETS TO MEET ADA HEIGHT REQUIREMENTS. WHITE COLOR.

LAVATORY - - - WALL MOUNTED 1-1/2" 1-1/2" 1-1/2" 1/2" 1/2" 1 1 INCLUDE 7385.000 RELIANT 3 FAUCET
INSTALL ADA LAVATORIES TO MEET ADA HEIGHT REQUIREMENTS. WHITE COLOR.

P-1

P-3

P-4

P-1

P-4

UTILITY SINK FLORWELL
7741.000 -- -- FLOOR

MOUNTED 3" 3" 2" 3 3
SINGLE COMPARTMENT, ENAMEL CAST IRON. DUAL HANDLE FAUCET MO. 8344.212
EXPLOSED YOKE WALL-MOUNT UTILITY FAUCET WITH TOP BRACE.

P-2 P-3

6
P2.02

SANITARY PIPING RISER DIAGRAM
N.T.S
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(E)3/4" CW
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DOMESTIC PIPING RISER DIAGRAM
N.T.S
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FAMILY
TOILET

A118

JAN.
A117

YOUNG
ADULT

115

FAMILY
TOILET
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AMERICAN STANDARD

AMERICAN STANDARD

COMRADE
0124.024

WATER CLOSET AMERICAN STANDARD BABY DEVORO
2315.228 -- -- --

FLOOR
MOUNTED

INTEGRAL 4" 2" 1/2" - 4 2.5 INSTALL ADA WATER CLOSETS TO MEET ADA HEIGHT REQUIREMENTS. WHITE COLOR.P-2

DHW
DCW

1/2" 1/2"

RUN CONDENSATE DRAIN
DOWN IN CORNER TO SERVICE
SINK AND INDIRECT
DISCHARGE INTO SINK DRAIN.

CONDENSATE DRAIN PUMP

PROVIDE NEW 3/4"
CONDENSATE DRAIN WITH
SHUT-OFF BALL VALVE  AT
CONDENSATE PUMP.

RUN CONDENSATE DRAIN CONCEALED
ABOVE CEILINGS TO CLOSET SERVICE
SINK. PROVIDE PROPER SLOPE FOR
ENTIRE CONDENSATE DRAIN RUN.

AIR CONDITIONING
UNIT

5
P2.02

CONDENSATE DRAIN DETAIL
N.T.S.
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RTU-1
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NOTE:
SHADED AREA
DENOTES WORK
THAT IS EXCLUDED
FROM THIS
CONTRACT.

Shaded Area
Not In Contract

Phase #2 - Base
Bid Work

Phase #2 - ADD
ALTERNATE #1

Phase #2 - Base
Bid Work

Phase #2 - ADD
ALTERNATE #2
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