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GENERAL NOTES:
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2" WET VENT

PIPING PENETRATES EXTERIOR WALLS AND FLOOR SLABS ON GRADE.
PROVIDE LINK SEAL SEALING SLEEVES AT ALL LOCATIONS WHERE 

NOTED.
ALL STORM PIPING SHALL SLOPE AT MINIMUM 2% UNLESS OTHERWISE 

ALL SANITARY PIPING SHALL SLOPE AT MINIMUM 1%.

WORK.
COORDINATE ALL WORK WITH OTHER TRADES PRIOR TO BEGINNING 

INDICATED.
ALL PIPING SHALL BE INSTALLED CONCEALED UNLESS OTHERWISE 

ALL PIPING IS ABOVE THE CEILING UNLESS OTHERWISE INDICATED.
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