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BUILDING CODE ANALYSIS AND ENERGY CODE COMPLIANCE

INFORMATION

1. Applicable Building Codes and Other Regulations

a. NYS Building Code, Existing Building Energy Code - update to

2015 International Building Code

b. NYS Fire Prevention Code

c. Westchester County Health Department Regulations (for Kitchen

and Water Treatment)

d. Westchester County Best Practices For Site Improvements

2. Existing Building Description and Requirements

a. Occupancy Classification: First Floor - Assembly A2 (Banquet

Hall) Second and Third Floors - Business B (Civic

Administration)

b. Construction Type: Heavy Timber

c. Allowance area: 15,000 SF (existing 9300SF)

d. Occupant Load: First Floor Assembly based on tables and chairs

15 SF/person - total approximately 125 persons, Upper floors

generally 1 person per office = 20

e. Egress: Two exits with panic hardware required for First floor

Assembly spaces; Upper floors - one exit required but two exits

provided

f. Existing Building Code Alterations Levels

§ Repair - replacing damaged materials or equipment

§ Level 1 - replacement materials or equipment (exhaust

hood, appliances, windows, doors, roofing, garage doors,

shutters, mechanical equipment, lights, fire alarm system)

§ Level 2 - reconfigured space in kitchen (minor changes to

interior doors and walls)

3. Code Required Changes

a. Change two first floor hall exterior doors for to out-swinging with

panic hardware.

b. Provide additional emergency lighting, illuminate exit signs and

fire alarm pull stations for first floor exits where required.

c. Separate basement level from first floor by rated doors and

patching holes in basement plaster ceiling.

4. Excluded Work

a. Total Building and reroofing systems will not be upgraded to

current Energy Code.

b. Cellar, first floor kitchen areas, second and third floors will not

accessible by disabled persons.

c. Stairs will not be enclosed.

5. Energy Code Compliance Information

a. Architectural systems

1) Existing fiberglass batt insulation in roof joists will be

maintained unchanged. Roofing replacement will be done on

top of existing roof decking.

2)Replacement windows will be done with vinyl covered wood

windows with U value of 0.30 and insulated glass with SHGC

0.27.

3) Replacement garage doors will be insulated and

weatherstripped steel doors U 0.055

4)Replacement doors with glazing will be insulated steel doors U

0.05 and SHGC 0.27. Replacement front hall doors will be solid

wood doors to match existing (these doors are not insulated but

will be fully weatherstripped).

5) Existing wood framed exterior walls will not be altered.

b. HVAC systems - new equipment will meet energy code

requirements

c. Lighting - new light fixtures will meet energy code requirements
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AREAWAY WALLS, WINDOWS & COVER PANELS, SILLS
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1. SEE DWGS A12 FOR EXTERIOR DOOR & WINDOW REPLACEMENT DETAILS

2. SEE DWGS A5, A21, A22, A23, A24, A25, A26 FOR ROOFING REMOVAL DETAILS
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5. SEE P DWGS FOR PLUMBING WORK
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RAMP
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NEW FLOOR & CEILING OPENINGS, AND FIRESTOPPING

FOR KITCHEN HOOD EXHAUST

STAIR

2-1

E

A17

2-1

2-2

2-3

2-4

2-3

2-3

2-1

2-2

2-5

2-2

STORAGE

2-5

2-4

2-7

2-6

2-4

2-1

2-2

2-1

2-4

2-2

2-3

SECOND FLOOR DEMOLITION PLAN

REPLACEMENT WINDOW  NUMBER (SEE ELEVATIONS & SHEET A12)

REPLACEMENT DOOR NUMBER (SEE ELEVATIONS)

REMOVE EXISTING WINDOWS OR DOORS & RELATED WOOD TRIM & SHINGLES.

** REMOVE ACM WALL TAR UNDER SHINGLES AND TRIM **

DEMOLITION WORK SCOPE NOTES (SEE ALSO MEP DRAWINGS)

FLOORING, FLOOR STRUCTURE, CEILING FOR OPENINGS FOR NEW KITCHEN HOOD DUCT

PORTIONS OF WALLS, PANELS, TRIM, MILLWORK, CEILINGS FOR NEW HVAC WORK. SEE DWGS A15 & "M" DRAWINGS

LINOLEUM , CERAMIC TILE, CARPET, & RESILIENT TILE FLOORING - SEE FINISH SCHEDULE (ENTIRE ROOM)

WALL PAPER ENTIRE ROOM & WALL PLASTER AT LEAK DAMAGED WEST WALL

WOOD RAILING AT EAST & WEST PORCH & BEDROOM 1 WINDOWS

EAST PORCH WOOD COLUMN ENCLOSURES - QTY: 8

GENERAL

1. SEE DWGS A13 FOR WINDOW REPLACEMENT DETAILS

2. SEE DWGS A5, A21, A22, A23, A24, A25, A26 FOR

        ROOFING REMOVAL DETAILS

3. SEE M DWGS FOR HVAC WORK

4. SEE E DWGS FOR ELECTRICAL WORK

5. SEE P DWGS FOR PLUMBING WORK
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STAIR

HALL

OFFICE

ATTIC 3

STORAGE

OFFICE

CL.CL.
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ACCESS HATCH TO ATTIC
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HALL

THIRD FLOOR DEMOLITION &

ABATEMENT PLAN

REPLACEMENT WINDOW  NUMBER (SEE ELEVATIONS & SHEET A12)

REPLACEMENT DOOR NUMBER (SEE ELEVATIONS)

DEMOLITION WORK SCOPE NOTES (SEE ALSO MEP DRAWINGS)

PORTION OF ATTIC FLOORING & ROOF FOR NEW KITCHEN HOOD EXHAUST DUCT

PORTIONS OF WALLS, PANELS, TRIM, MILLWORK, & CEILINGS FOR NEW HVAC WORK

LINOLEUM, CERAMIC TILE, CARPET, RESILIENT TILE FLOORING - SEE FINISH SCHEDULE (ENTIRE ROOM)

EXISTING

GENERAL

1. SEE DWGS A13 FOR WINDOW REPLACEMENT DETAILS

2. SEE DWGS A5, A21, A22, A23, A24, A25, A26 FOR ROOFING REMOVAL DETAILS

3. SEE M DWGS FOR HVAC WORK

4. SEE E DWGS FOR ELECTRICAL WORK

5. SEE P DWGS FOR PLUMBING WORK

ASBESTOS ABATEMENT

PROVIDE FLOOR TILE REMOVAL &

ASBESTOS ABATEMENT IN TOILET ROOM TLT3-1
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ROOF DEMOLITION &

ABATEMENT PLAN

GENERAL

1. SEE DWG A13 FOR WINDOW REPLACEMENT DETAILS

2. SEE M DWGS FOR HVAC WORK

3. SEE E DWGS FOR ELECTRICAL WORK

4. SEE P DWGS FOR PLUMBING WORK

5. SEE A21 THRU A26 FOR ROOFING REMOVAL & DETAILS

6. SEE ELEVATIONS D7,D8,D9 FOR ADDITIONAL ABATEMENT INFO

REPLACEMENT WINDOW  NUMBER (SEE ELEVATIONS & SHEET A12)

REPLACEMENT DOOR NUMBER (SEE ELEVATIONS)

DEMOLITION WORK SCOPE NOTES AND * ABATEMENT NOTES

ASPHALT SHINGLE ROOFING & RELATED FLASHING, TAR PAPER AT SLOPED ROOFS

* INCLUDING ABATEMENT OF ROOF TAR AT CHIMNEYS

ROLLED ROOFING,& RELATED FLASHING, TAR PAPER AT FLAT ROOFS

*INCLUDING ABATEMENT OF ROOF TAR AT CHIMNEYS, FLASHING, & RAILING POSTS

COPPER ROOFING & FLASHING AT CLEARSTORY WINDOW BULKHEAD

*INCLUDING ABATEMENT OF ROOF TAR AT FLASHING.

BULKHEAD ROOF HATCH & CURB

*INCLUDING ABATEMENT OF ROOF TAR AT FLASHING

WOOD SIDING & WINDOW TRIM AT DORMERS

*INCLUDING ASBESTOS ABATEMENT OF ROOF TAR UNDER SIDING & TRIM.

FLASHING AT CHIMNEY COPING

*INCLUDING ASBESTOS ABATEMENT OF ROOF TAR

FLASHING & TAR AT MASONRY CHIMNEYS (ALL SURFACES)

*INCLUDING ASBESTOS ABATEMENT

CHIMNEY CAPS & FLASHING

ROOF STRUCTURE & SHEATHING FOR NEW KITCHEN EXHAUST DUCT

ROOF VENTS & FLASHING

*INCLUDING ASBESTOS ABATEMENT AT BASE FLASHING

WOOD RAILINGS

*INCLUDING ASBESTOS ABATEMENT AT FLASHING & ROOF TAR

ASBESTOS ABATEMENT AREAS

SEE SPECIFICATIONS SECTION 028200

 *

ASBESTOS ABATEMENT - SEE SPEC SECTION 028200

ACM - ASBESTOS CONTAINING MATERIAL

*

*

*

*

*

*

*

*

*

*

* *

*

*

*

*

*

*

*
* *

*

*

*

*

*

*

*

*

*

*

*

*
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TYP

TYP

*

(5 WINDOWS)

*

*

*

*

*

*

*

WEST ELEVATION DEMOLITION &

 ABATEMENT PLAN

DEMOLITION WORK SCOPE NOTES

REMOVE EXISTING ROOFING & FLASHING - SEE ROOF PLAN

REMOVE EXISTING PORCH DECK & RAILINGS. SEE DWG A3 & D8

REMOVE EXISTING CHIMNEY PAINT & FLASHING TAR. SEE ROOF PLAN A5 , D5 & D8

REMOVE EXISTING WINDOWS & RELATED WOOD SHINGLES & SHUTTERS 

*

 REMOVE ACM WALL

TAR UNDER SHINGLES,  TRIM, & SIDING.

REMOVE & REPLACE DORMER SIDEWALLS, PORCH TRIM, & WINDOW PANELS INCLUDING ACM

TAR UNDER SIDING & TRIM

REMOVE SHUTTERS (TYPICAL)

GUTTER & LEADER (EXISTING TO REMAIN) - REPAIR & REFASTEN

REMOVE EXISTING ROOF BULKHEAD HATCH & CURB, CLEARSTORY WINDOWS, COPPER 

COVERING, & FLASHING INCLUDING ABATEMENT

REMOVE EXISTING AREAWAYS, AND WINDOW INFILL

SPECIAL:

1. REPLACE FLASHING AT GUTTER 

*

 REMOVE ALL ACM WALL TAR

2. REPAIR & PATCH CRACKS 

*

 REMOVE ALL ACM WALL TAR

3. LOCATE, PROTECT AND ADJUST EXISTING UNDERGROUND UTILITIES AFFECTED BY THE

EXCAVATION AND NEW WORK.

4. REMOVE AND REINSTALL THE EXISTING PROPANE TANK

LEGEND:

WINDOW NUMBER - REMOVE ALL WINDOWS EXCEPT SOUTH WING

DOOR NUMBER- REMOVE DOORS & RELATED TRIM

*

*

*

*

*

SEE WORK SCOPE NOTE D* FOR ASBESTOS ABATEMENT

OF WALL TAR UNDER WINDOW TRIM & SURROUNDING SIDING

 *

ASBESTOS ABATEMENT - SEE SPEC SECTION 028200

ACM - ASBESTOS CONTAINING MATERIAL

*

*
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TYP

*

*

ELEVATIONS

*

*

*

*

*

* *

*

*

SOUTH WEST NORTH

*

*

*

*

*

WINDOW

IN AREAWAY

EAST ELEVATION DEMOLITION & ABATEMENT

DEMOLITION WORK SCOPE NOTES

REMOVE EXISTING ROOFING & FLASHING - SEE ROOF PLAN

REMOVE EXISTING RAILINGS AT PORCH, & SOUTH WING WINDOW INCLUDING ABATEMENT OF

FLASHING - SEE DWG A5 & D5

REMOVE EXISTING CHIMNEY  PAINT & FLASHING TAR. SEE ROOF PLAN A5 , D5 & D8

REMOVE EXISTING WINDOWS OR DOORS & RELATED WOOD TRIM & SHINGLES

**

 REMOVE ACM WALL TAR UNDER SHINGLES & TRIM. 

**

REMOVE & REPLACE DORMER SIDEWALLS, PORCH TRIM, AND WINDOW PANELS.

INCLUDING ACM TAR UNDER SIDING & TRIM.

REMOVE SHUTTERS (TYPICAL)

GUTTER & LEADER (EXISTING TO REMAIN) - REPAIR & REFASTEN

REMOVE EXISTING AREAWAYS, AND WINDOW INFILL

SPECIAL:

REMOVE EXISTING RAILINGS, STONE WALLS, AND CONC. SLABS. SEE DWGS S2 + A9

 

*

 REMOVE ALL ACM WALL TAR

3 REMOVE COLUMN COVERS & TRIM

5 REMOVE EXISTING EXHAUST FAN, PATCH WALL

6 REMOVE ROOF DECK FOR NEW KITCHEN EXHAUST FAN

LEGEND:

WINDOW NUMBER - REMOVE ALL WINDOWS EXCEPT SOUTH WING

DOOR NUMBER- REMOVE DOORS & RELATED TRIM

*

*

*

*

*

*

SEE WORK SCOPE NOTE D* FOR ASBESTOS ABATEMENT

OF WALL TAR UNDER WINDOW TRIM & SURROUNDING SIDING

 * ASBESTOS ABATEMENT - SEE SPEC SECTION 028200

ACM - ASBESTOS CONTAINING MATERIAL
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TYP

TYP

TYP

TYP

*

*

*

*

*

*

*

*

*

*

*

*

*

*

*

*

*

WINDOW IN

AREAWAY

BEYOND

ALTERNATE ONE

NORTH & SOUTH ELEVATIONS

 DEMOLITION & ABATEMENT PLAN

DEMOLITION WORK SCOPE NOTES

REMOVE EXISTING ROOFING & FLASHING - SEE ROOF PLAN

REMOVE EXISTING PORCH & DECK RAILINGS - SEE DWG A5 & D5 

*

 INLCUDING FLASHING 

ABATEMENT

REMOVE EXISTING CHIMNEY PAINT & FLASHING TAR. SEE ROOF PLAN A5 , D5 & D8

REMOVE EXISTING WINDOWS OR DOORS & RELATED WOOD TRIM SHINGLES & SHUTTERS

**

 REMOVE ACM WALL TAR UNDER SHINGLES & TRIM. 

**

.

REMOVE & REPLACE DORMER SIDEWALLS, PORCH TRIM, AND WINDOW PANELS.

**

 INCLUDING ACM TAR UNDER SIDING & TRIM 

**

REMOVE SHUTTERS (TYPICAL)

REMOVE EXISTING OVERHEAD DOORS, TRACKS, & TRIM

REMOVE AIR CONDITIONER

REMOVE EXISTING CONCRETE STONE & BRICK WALL, PIER, RAMP, RAILINGS & DOOR - 

ALTERNATE No. 3 - SEE DWGS S2 + A9

SPECIAL:

1. REPLACE FLASHING AT GUTTER 

*

 REMOVE ALL ACM WALL TAR

2. REMOVE PAINT FROM CHIMNEYS, REPAIR & PATCH CRACKS 

*

 REMOVE ACM WALL TAR

3. REMOVE COLUMN COVERS (SEE D7)

LEGEND:

DOOR NUMBER - REMOVE DOORS & RELATED TRIM

WINDOW NUMBER-  REMOVE ALL WINDOWS EXCEPT SOUTH WING

*

*

*

*

*

SEE WORK SCOPE NOTE D* FOR ASBESTOS ABATEMENT

OF WALL TAR UNDER WINDOW TRIM & SURROUNDING SIDING

 *

ASBESTOS ABATEMENT - SEE SPEC SECTION 028200

ACM - ASBESTOS CONTAINING MATERIAL

*
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CORRIDOR

UP

UP

GARAGE

CRAWL

SPACE

STORAGE

STORAGE

PASSAGE 1

PASSAGE 2

STORAGE BOILER

ROOM

PASSAGE 3

CL

CL

CRAWL SPACE

AREAWAY

AREAWAYS

AREAWAYS

ACCESS

OPENING

ACCESS

OPENING

EXISTING WALL

OPENINGS FOR

ACCESS

EXISTING UG. OIL

TANK & PIPING TO

REMAIN.

LINE OF PORCH ABOVE

NEW 4" THICK CONC PADS FOR HVAC

EQUIPMENT SEE DWG M21

EXISTING LOUVER

C-3

C-1

C-2

WORK SCOPE NOTES (SEE ALSO MEP DRAWINGS & DEMOLITION/ABATEMENT DRAWINGS)

NEW INSULATED OVERHEAD PANEL DOORS WITH WINDOWS AND POWER OPERATORS

NEW INSULATED EXTERIOR WALL, DOOR, DOOR FRAME & HARDWARE

& RELOCATE EXISTING TOOL RACKS, COMPRESSOR, ELECTRIC

REMOVE EXISTING WINDOWS & SILLS

INFILL AREAWAY OPENINGS WITH 8" CONCRETE BLOCK FILLED SOLID AND CEMENT PARGE AND DAMP PROOF

EXTERIOR, 3" RIGID INSULATION AND CEMENT BOARD  INTERIOR, SEAL PERIMETER JOINTS.

WATERPROOF WALL & BACKFILL AT REMOVED AREAWAYS, RESTORE PLANTING

GARAGE IMPROVEMENTS:

· PATCH HOLES IN PLASTER CEILING (20 LOCATIONS)

· PAINT WALLS, CEILING, FLOORS, SHELVING

· RELOCATE EXISTING COMPRESSOR & TOOL RACKS AT NEW EXTERIOR DOOR

NEW RATED DOOR, FRAME & HARDWARE AT PASSAGE

GENERAL: ALL SPACES

· CLEAN AND PAINT ALL FLOORS, WALLS, DOORS &

CEILINGS, EXPOSED PIPES & CONDUIT

· REPLACE ALL LIGHTS

· PATCH HOLES IN EXISTING PLASTER CEILING AND AT

REMOVED PIPING (SEE ABATEMENT DWGS)

WINDOW  NUMBER (SEE ELEVATIONS)

DOOR NUMBER (SEE ELEVATIONS)

LEADER

LEGEND

DEMO

NEW WALL

EXISTING DOOR

NEW DOOR

NEW

EQUIP/CAB

GENERAL

1. SEE DWG A12 FOR EXTERIOR DOOR & WINDOW REPLACEMENT

2. SEE M DWGS FOR HVAC WORK

3. SEE E DWGS FOR ELECTRICAL WORK

4. SEE P DWGS FOR PLUMBING WORK
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A11

B

C

E

D

A11

H

A11

G

F

A11

A

1-1

1-1

1-2

PORCH

KITCHEN

LAUNDRY

LUNCH

FLOWER

PANTRY

STAIR

HALL

ENTRY

DINING

LIVING

ROOM

LIBRARY

PANEL

WOMEN

MEN

LIBRARY

REMOVE AC

UNIT

ALL LIBRARY

WINDOWS

EXISTING TO

REMAIN

STAIR

STORAGE

2

A15

1

A15

6

A15

7

A15

4

A15

8

A15

5

A15

3

A15

FIRST FLOOR PLAN

WORK SCOPE NOTES

NORTH WING / KITCHEN ALTERATIONS.  SEE DWG A10 & A11

ACCESSIBLE TOILET ROOM:

· REPLACE MIRROR FOR ADA

· PAINT WALLS & CEILING

SAME AS

PANEL ROOM

· PAINT CEILING

· CLEAN & RECOAT WOOD PANELING &TRIM

· NEW WOOD FLOORING

DINING ROOM

· PAINT CEILING & TRIM & WAINSCOT PANELS

· NEW HARDWOOD FLOORING

· PROTECT / RESTORE HAND PAINTED WALL PAPER

· LINE FIREPLACE SMOKE CHAMBER & FLUE

HALL -

· PAINT WALLS & CEILING

· PAINT WOOD TRIM

· NEW WOOD FLOORING

· NEW RECESSED WALL WASH LIGHTS

· REFINISH WOOD STAIRS

· REPLACE CARPET RUNNER

·      REPLACE WEST & EAST EXTERIOR DOORS SEE DOOR

       SCHEDULE DWG A14

GENERAL

1. SEE DWG A12&A13&A14 FOR EXTERIOR DOOR & WINDOW SCHEDULE & DETAILS

2. SEE M DWGS FOR HVAC WORK

3. SEE E DWGS FOR ELECTRICAL WORK

4. SEE P DWGS FOR PLUMBING WORK

5. SEE D DWGS FOR DEMOLITION & ABATEMENT WORK

6. FINISH, PATCH, AND PAINT ALL AREAS AFFECTED BY HVAC, PLUMBING, AND

ELECTRICAL WORK.

ENTRY

· PAINT DOORS & TRIM

· NEW WOOD FLOOR

LIVING ROOM

· PAINT CEILING, WALLS & WOOD TRIM

· NEW WOOD FLOORING

· CHIMNEY LINE SMOKE CHAMBER & FLUE

· REMOVE EXISTING FRENCH DOOR SOUTH SIDE, REPLACE WITH

LOW PANELED WALL AND NEW DOUBLE CASEMENT WINDOW

CEILING DIFFUSER / RETURN REGISTER

REPLACEMENT WINDOW  NUMBER (SEE ELEVATIONS &  SHEET A12  )

REPLACEMENT DOOR NUMBER (SEE ELEVATIONS)

CONSTRUCTION ALTERATIONS FOR HVAC, PLUMBING, & ELECTRICAL WORK

PROVIDE CUTTING, PATCHING, TRIM & MILLWORK FOR NEW HVAC 

UNITS & PIPING AS SHOWN ON "M" DRAWINGS

NEW HVAC UNIT

INFILL WALL, PATCH & PAINT WALL & TRIM AT REMOVED HEATING UNIT

PROVIDE NEW CUSTOM MILLWORK HEATING UNIT ENCLOSURE WITH 

LOUVER TOP AND REMOVABLE FRONT PANEL

MODIFY EXISTING ENCLOSURE TO FIT NEW HEATING EQUIPMENT

MODIFY EXISTING WOOD BOOKCASE OR CLOSET TO PROVIDE PIPE 

CHASE OR NEW HVAC UNIT. SEE DETAIL A DWG A17

PROVIDE MILLWORK & TRIM FOR HEATING PIPE CHASE

NEW PAINTED DRYWALL ENCLOSURE ON DUCT

CUT & PATCH FOR RETURN / SUPPLY GRILL

SEE DWG D2&A9 FOR

DECK REMOVAL

& NEW AWNING

SEE DWG A10 "KITCHEN ALTERATIONS"

LEGEND

DEMO

NEW WALL

EXISTING DOOR

NEW DOOR

NEW

EQUIP/CAB

EXISTING

EQUIP/CAB

LIBRARY

· PAINT CEILING

· CLEAN & RECOAT WOOD PANELING &

TRIM

· NEW HARDWOOD FLOORING

CLEAN & LINE FIREPLACE CHIMNEY

PROVIDE NEW COLUMN COVERS AND TRIM.

SEE DTL E1 &E2 DWG A17

REMOVE & REPLACE GROUT AT STONE 

PAVERS

A2

1

A6

2

A8

1

A7

1

A8
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UP

DN

DECK/ROOF

SEE DWG A5

OFFICE

STAIR  HALL

DN

HALL

PORCH

BEDROOM 3

BEDROOM 1

BEDROOM 2

CL

CL

TLT

TLT

TLT

TLT

TLT

TLT

TLT

CL

OFFICE

CL CL

CL

CL

CL

CL
CL

CL

CL

HALL

OFFICE

STORAGE

OFFICE

STORAGE

STORAGE

STORAGE

HALL

RAMP

UP

CL

CL
CL

HALL

DN

S

ROOF

NEW FLOOR & CEILING OPENINGS, AND FIRESTOPPING

FOR KITCHEN HOOD EXHAUST

STAIR

2-1

E

A17

2-1

2-2

2-3

2-4

2-3

2-3

2-1

2-2

2-5

2-2

STORAGE

2-5

2-4

2-7

2-6

2-4

2-1

2-2

2-1

2-4

2-2

2-3

6

A15

SECOND FLOOR PLAN

WORK SCOPE NOTES (SEE ALSO MEP DRAWINGS)

GENERAL - ALL ROOMS INCLUDING CLOSETS:

1. PAINT ALL EXISTING PAINTED WALLS, CEILINGS, DOORS, MILLWORK,

 TRIM & BASE

REMOVE EXISTING CERAMIC TILE OR PANEL WALLS AND PROVIDE NEW

CERAMIC TILE WALLS AT TUB

REMOVE EXISTING VINYL FLOOR & PROVIDE NEW CERAMIC TILE FLOOR & BASE

REMOVE EXISTING LINOLEUM FLOOR & PROVIDE NEW SHEET VINYL FLOOR

PATCH AT REMOVED & REPLACED EXISTING PLUMBING FIXTURES & TRIM

REMOVE EXISTING WALLPAPER, REPAIR DAMAGED PLASTER WALLS

PAINT EXISTING WOOD CEILINGS, COLUMNS, FLOOR & TRIM OF PORCH

SEE HVAC NOTES THIS SHEET

PAINT STAIR RAILINGS, REFINISH WOOD TREADS, RISERS & PLATFORMS

REPLACE CARPET

PROVIDE NEW RUBBER STAIR TREADS

REPLACE EXISTING RAILING W/ 3'-6" HIGH RAILING - SEE DWG A18

PATCH WALL AT REMOVED EXISTING SINK

REFINISH WOOD FLOOR

REPLACEMENT WINDOW  NUMBER (SEE ELEVATIONS & SHEET A12)

REPLACEMENT DOOR NUMBER (SEE SCHEDULE A14)

GENERAL

1. SEE DWG A12 & A14 FOR DOOR & WINDOW SCHEDULE

2. SEE M DWGS FOR HVAC WORK

3. SEE E DWGS FOR ELECTRICAL WORK

4. SEE P DWGS FOR PLUMBING WORK

5. SEE D DWGS FOR DEMOLITION & ABATEMENT WORK

6. FINISH, PATCH, AND PAINT ALL AREAS AFFECTED BY HVAC, PLUMBING,

AND ELECTRICAL WORK.

CEILING DIFFUSER / RETURN REGISTER

CONSTRUCTION ALTERATIONS FOR HVAC, PLUMBING, & ELECTRICAL WORK

PROVIDE CUTTING, PATCHING, TRIM & MILLWORK FOR NEW HVAC 

UNITS & PIPING AS SHOWN ON "M" DRAWINGS

NEW HVAC UNIT

INFILL WALL, PATCH & PAINT WALL & TRIM AT REMOVED HEATING UNIT

PROVIDE NEW CUSTOM MILLWORK HEATING UNIT ENCLOSURE WITH 

LOWER TOP AND REMOVABLE FRONT PANEL

MODIFY EXISTING ENCLOSURE TO FIT NEW HEATING EQUIPMENT

MODIFY EXISTING WOOD BOOKCASE OR CLOSET TO PROVIDE PIPE 

CHASE FOR NEW HVAC UNIT

PROVIDE MILLWORK & TRIM FOR HEATING PIPE CHASE

NEW PAINTED DRYWALL ENCLOSURE AT CEILING FOR PIPING

CUT & PATCH FOR RETURN / SUPPLY GRILL

LEGEND

DEMO

NEW WALL

EXISTING DOOR

NEW DOOR

NEW

EQUIP/CAB

EXISTING

EQUIP/CAB

A3

1

A6

2

A8

1

A7

1

A8
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STAIR

HALL

OFFICE

ATTIC 3

STORAGE

OFFICE

CL.CL.

UP

DN

ATTIC 2

CL.

TLT

ROOF

ACCESS HATCH TO ATTIC

ATTIC 1

3-1

3-2

3-2

3-1

3-1

3-1

HALL

5 CLEARSTORY

WINDOWS

THIRD FLOOR PLAN

WORK SCOPE NOTES

PAINT ALL WALLS, CEILINGS, TRIM & DOORS INCLUDING CLOSETS

REPAIR WATER DAMAGED WALLS, CEILING & SILL AT WINDOW

PAINT STAIR RAILINGS, REFINISH WOOD TREADS, RISERS & PLATFORMS

REMOVE EXISTING VINYL FLOOR  & PROVIDE NEW CERAMIC TILE FLOOR & BASE

PROVIDE BLOWN-IN MINERAL FIBER INSULATION BETWEEN FLOOR RAFTERS

UNDER WOOD FLOOR IN ATTICS

FRAME OPENINGS IN ATTIC FLOOR & ROOF AT NEW KITCHEN EXHAUST DUCT

NEW OPERATOR MECHANISMS FOR FIVE NEW SHORTER WINDOWS

SEE NOTES H8

REFRAME CEILING & PATCH GYP BD FOR NEW ROOF HATCH. SEE DWG A20

REFINISH WOOD FLOORS

REPLACEMENT WINDOW  NUMBER (SEE ELEVATIONS & SHEET A12)

GENERAL

1. SEE DWGS A12 & A13 & A14 FOR EXTERIOR DOOR & WINDOW SCHEDULES

2. SEE M DWGS FOR HVAC WORK

3. SEE E DWGS FOR ELECTRICAL WORK

4. SEE P DWGS FOR PLUMBING WORK

5. SEE D DWGS FOR DEMOLITION & ABATEMENT WORK

6. FINISH, PATCH, AND PAINT ALL AREAS AFFECTED BY HVAC, PLUMBING, AND

ELECTRICAL WORK.

CEILING DIFFUSER / RETURN REGISTER

CONSTRUCTION ALTERATIONS FOR HVAC, PLUMBING, & ELECTRICAL WORK

PROVIDE CUTTING, PATCHING, TRIM & MILLWORK FOR NEW HVAC 

UNITS & PIPING AS SHOWN ON "M" DRAWINGS

NEW HVAC UNIT OR EXHAUST FAN

INFILL WALL, PATCH & PAINT WALL & TRIM AT REMOVED HEATING UNIT

PROVIDE NEW CUSTOM MILLWORK HEATING UNIT ENCLOSURE WITH 

LOWER TOP AND REMOVABLE FRONT PANEL

MODIFY EXISTING ENCLOSURE TO FIT NEW HEATING EQUIPMENT

MODIFY EXISTING WOOD BOOKCASE OR CLOSET TO PROVIDE PIPE 

CHASE OR NEW HVAC UNIT

PROVIDE MILLWORK & TRIM FOR HEATING PIPE CHASE

NEW PAINTED DRYWALL ENCLOSURE ON DUCT

CUT & PATCH FOR DUCT, GRILLE, OR LOUVER. PROVIDE NEW FLOOR,

CEILING, ALL WALL FRAMING AT OPENINGS.

LEGEND

DEMO

NEW WALL

EXISTING DOOR

NEW DOOR

NEW

EQUIP/CAB

EXISTING

EQUIP/CAB

A4
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A7

1

A8
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ROOF PLAN

WORK SCOPE NOTES (SEE DWG D5 & SPECIFICATIONS FOR ABATEMENT)

REROOFING: SEE DWG A20 FOR ROOF PLAN WITH DETAIL REFERENCES.

1. REMOVE ALL EXISTING ASPHALT SHINGLE ROOFING & FLASHING ON SLOPED ROOFS; REMOVE EXISTING

ROLLED ROOFING AT FLAT ROOF

2. REPAIR DAMAGED DECKING

3. NEW SLOPED ROOFING WITH FIBERGLASS SHINGLES AND RELATED VALLEY, EAVE, RAKE & SIDEWALL

FLASHING (COPPER)

4. REMOVE & REPLACE SIDING AT DORMERS

5. NEW FLAT ROOF AND LOW SLOPE ROOF WITH RIGID INSULATION & SBS ROOFING

REPAIR COPPER CLEARSTORY WINDOW BULKHEAD, RAISE WINDOW SILL & REFLASH, NEW WINDOWS

REPLACE EXISTING BULKHEAD WITH NEW  ROOF HATCH ON FLASHED CURB

REPOINT BRICK  & STONE CHIMNEYS, PATCH CRACKS, REPAINT & PROVIDE NEW CHIMNEY CAPS.  SEE 

ELEVATIONS

NEW COPPER COPING AND BASE FLASHING

REPLACE RAILING STRUCTURAL BASE SUPPORT & RAILING POSTS. SEE DWG A6 & A7

REFLASH GUTTER AT GABLE WALL (SEE DWG A20)

INFILL AT REMOVED ATTIC VENTS (SEE DWG A20)

REPLACE LIGHTING PROTECTION SYSTEM (SEE DWG E2.6)

NEW KITCHEN EXHAUST FAN (SEE DWG M2.5)

FRAME OPENING IN ROOF AT NEW KITCHEN EXHAUST FAN

REPLACEMENT WINDOW  NUMBER (SEE ELEVATIONS & SHEET A12)

SEE DWG A20 FOR ROOF PLAN WITH ROOFING DETAIL KEYS

SEE DWG D5 FOR ASBESTOS ABATEMENT & ROOFING REMOVALS

A5
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5 WINDOWS

TYP

WEST ELEVATION

WORK SCOPE NOTES

NEW SHINGLE ROOF - SEE ROOF PLAN DWG A20

NEW PORCH / DECK RAILINGS - SEE DWGS A18 FOR TYPES, DETAILS

REPOINT CHIMNEYS & PAINT,PROVIDE CHIMNEY CAPS - SEE ROOF PLAN & A5

PAINT WOOD SHINGLES & ALL WOOD TRIM

PAINT STONE WALL

PAINT BRICK, WOOD TRIM, SILLS, LINTELS, PANELS, REMOVE & REPLACE DORMER SIDEWALLS

REPLACE SHUTTERS (TYPICAL)

GUTTER & LEADER (EXISTING TO REMAIN) - REPAIR & REFASTEN

NEW WOOD PANEL SIDING PAINTED

REMOVE EXISTING AREAWAYS, INFILL & WATERPROOF WALL, BACKFILL

SPECIAL:

1. REPLACE FLASHING AT GUTTER

2. REPAIR & PATCH CRACKS

3. REPLACE COLUMN COVERS WITH COMPOSITE WOOD TRIM

4. NEW INSULATED OVERHEAD DOORS

LEGEND: REPLACE ALL WINDOWS & DOORS

WINDOW - SPECIAL SHAPE

WINDOW -  DOUBLE HUNG

WINDOW - CASEMENT

WINDOW - FIXED

WINDOW - AWNING

WINDOW - SLIDER

WINDOW- SIDELITE

EXISTING TO REMAIN

REPLACEMENT DOOR NUMBERS

ASBESTOS ABATEMENT:

SEE DWGS D6, D7, D8, D9, A6, A7, A8 & SPECIFICATION SECTION 028000 FOR ABATEMENT INCLUDING:

- WALL TAR UNDER WOOD SHINGLES & TRIM (RELATED TO WINDOW REPLACEMENT)

- ROOF & RAILING FLASHING

- WALL TAR ON CHIMNEYS & STONE WALLS

A6
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TYP

EAST PORCH ELEVATIONS

*

SOUTH WEST NORTH

EAST ELEVATION

WORK SCOPE NOTES

NEW SHINGLE ROOF - SEE ROOF PLAN DWG A20

NEW PORCH / DECK RAILINGS - SEE 2ND FLOOR PLAN, ROOF PLAN & DWG A9

REPOINT CHIMNEYS & PAINT - SEE ROOF PLAN

PAINT WOOD SHINGLES & ALL WOOD TRIM

PAINT STONE WALL & RELATED WOOD TRIM

PAINT WOOD, BRICK TRIM, SILLS, LINTELS, PANELS & DORMER SIDEWALLS

REPLACE SHUTTERS (TYPICAL)

GUTTER & LEADER (EXISTING TO REMAIN)

NEW WOOD PANEL SIDING PAINTED

REMOVE EXISTING AREAWAYS, INFILL & WATERPROOF WALL, BACKFILL

SPECIAL:

1. REPLACE FLASHING AT GUTTER

2. REPLACE EXISTING WALLS, RAMP, STEPS,

       RAILINGS - SEE DWGS S2 + A9 ALTERNATE No. 3

3. REPLACE COLUMN COVERS WITH COMPOSITE WOOD

       TRIM SEE DTL E DWG A17

4. NEW INSULATED OVERHEAD DOORS

5. REMOVE EXISTING EXHAUST FAN, PATCH WALL

6. NEW KITCHEN EXHAUST FAN

LEGEND: REPLACE ALL WINDOWS & DOORS

WINDOW - SPECIAL SHAPE

WINDOW -  DOUBLE HUNG

WINDOW - CASEMENT

WINDOW - FIXED

WINDOW - AWNING

WINDOW - SLIDER

WINDOW- SIDELITE

EXISTING WINDOW TO REMAIN

REPLACEMENT DOOR NUMBERS

SEE A18 FOR TYPE & DETAILS

ASBESTOS ABATEMENT:

SEE DWGS D6, D7, D8, D9, A6, A7, A8 & SPECIFICATION SECTION 028000 FOR ABATEMENT INCLUDING:

- WALL TAR UNDER WOOD SHINGLES & TRIM (RELATED TO WINDOW REPLACEMENT)

- ROOF & RAILING FLASHING

- WALL TAR ON CHIMNEYS & STONE WALLS

A7
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TYP

WINDOW IN

AREAWAY

BEYOND

TYP

WORK SCOPE NOTES

NEW SHINGLE ROOF - SEE ROOF PLAN DWG A20

NEW PORCH / DECK RAILINGS - SEE DWG A5 & A18

REPOINT CHIMNEYS & PAINT - SEE ROOF PLAN

PAINT WOOD SHINGLES & ALL WOOD TRIM

PAINT STONE WALL & RELATED WOOD TRIM

PAINT WOOD, BRICK TRIM, SILLS, LINTELS, PANELS & DORMER SIDEWALLS

REPLACE SHUTTERS (TYPICAL)

EXISTING GUTTER & LEADER, MODIFY FOR BELOW GRADE PIPING

NEW WOOD STUD, PLYWOOD + INSULATION, WALL & SHINGLES PAINTED

SPECIAL:

1. REPLACE FLASHING AT GUTTER

2. REMOVE ALL PAINT FROM STONE & BRICK CHIMNEY WALLS,

       REPAIR & PATCH CRACKS, REPOINT BRICK. REPAINT

       SEE DWG D8 FOR ASBESTOS ABATEMENT

3. REPLACE COLUMN COVERS WITH COMPOSITE WOOD TRIM

4. NEW INSULATED OVERHEAD DOORS

5. NEW EXHAUST FAN LOUVER

6. REMOVE & REPLACE DORMER SIDING & TRIM

7. INFILL WITH BRICK AT REMOVED AC UNIT

LEGEND: REPLACE ALL WINDOWS & DOORS

WINDOW - SPECIAL SHAPE

WINDOW -  DOUBLE HUNG

WINDOW - CASEMENT

WINDOW - FIXED

WINDOW - AWNING

WINDOW - SLIDER

WINDOW- SIDELITE

REPLACEMENT DOOR NUMBERS

ASBESTOS ABATEMENT:

SEE DWGS D6, D7, D8, D9, A6, A7, A8 & SPECIFICATION SECTION 028000 FOR ABATEMENT INCLUDING:

- WALL TAR UNDER WOOD SHINGLES & TRIM (RELATED TO WINDOW REPLACEMENT)

- ROOF & RAILING FLASHING

- WALL TAR ON CHIMNEYS & STONE WALLS

*
*
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NEW STEPS

NEW RAMP, WALLS, FLOOR SLAB, RAILING

SITE DETAILS

A9

3/8" = 1'-0"

SECTION

3/4" = 1'-0"

STAIR DETAIL

3/4" = 1'-0"

SECTION

1/4" = 1'-0"

RAMP & RAILING PLAN

1/4" = 1'-0"

STORAGE ROOM WALL PLAN

1/4" = 1'-0"

REMOVAL PLAN

NEW CONC WALLS

AND FOOTINGS

NEW DOOR + FRAME

STONE VENEER

NOTE: PROVIDE SHORING AND

BRACE EXISTING BUILDING WALLS

AND FOUNDATION

NEW STEPS

NEW RAILINGS

SEE DWG A18

EXISTING BLDG

EDGE OF CONC RAMP

NEW CONC. WALL

WITH STONE VENEER

3/8" = 1'-0"

ELEVATION

3/8" = 1'-0"

SECTION

3/4" = 1'-0"

WALL DETAIL

2" BLUE STONE TREADS

ON 

1

2

" SETTING BED

BRICK

POROUS FILL

REINF. CONC. SLAB

AND FOOTINGS

6
R

 
@

 
7
"
 
=

 
3
'
-
8
"
±

1'-0"

5T @ 12" = 5'-0"

1'-6" THICK CONC.

FOUNDATION

DRIVEWAY

1'-0" CONC. WALL

6" THICK STONE

VENEER

COMPACTED

FILL

STORAGE

RAMP BEYOND

CONC STEP'S

8" RISERS

12" TREADS

STORAGE

VENT + LOUVER

NEW STEPS NEW RAILING

EXIST BLDG

EXIST

PORCH

NEW RAILING

NEW STONE + BRICK

STEPS ON CONC

NEW RAILINGS

SEE DWG A18

NEW CONC RAMP

NEW STONE VENEER

AND CONC WALL

DRIVEWAY PAVING

2'-4" MIN CONT. FOOTING.

BOTTOM OF FOOTING ELEVATION

TO BE 4 FT MIN. BELOW GRADE.

REINF. W/ #5@12" OC TOP + BOTTOM

EACH WAY CONT.

FILL

STOR.

DRIVEWAY

NEW SLAB

EXISTING GARAGE

NEW DOOR & FRAME

GARAGE DOOR

REPLACE EXISTING PORCH RAILING

SEE 6/A18

#4 @ 12" O.C. EW

#4 @ 8"

#5 @ 12" O.C.

#4 @ 8" O.C.

#5 @ 12" O.C. CONT.

#5 NOSING

BAR

RESET EXIST

STONE WALK

TOP OF

PLATFORM

NEW RAILING

1'-0"

AS NOTED

4
'
-
0
"
 
M

I
N

.

NOTES

1. ALL WORK SHOWN ON THIS DRAWING IS ALTERNATE NO. THREE

2.FIELD VERIFY ALL CONDITIONS AND DETAILS

3.SUBMIT COORDINATED SHOP DRAWINGS FOR CONCRETE, STONE, RAILINGS

4.SEE DWG A18 FOR RAILINGS

5.LOCATE, PROTECT AND ADJUST EXISTING UNDERGROUND UTILITIES AFFECTED BY EXCAVATION

AND NEW WORK

6.REMOVE AND REINSTALL EXISTING PROPANE TANK

7. MINIMUM SOIL BEARING CAPACITY UNDER FOOTINGS TO BE 2 TSF

8. SLAB ON GRADE TO BE SUPPORTED ON COMPACTED CRUSHED STONE (POROUS FILL)  /

CONTROLLED FILL WITH A MINIMUM SOIL BEARING CAPACITY OF 2 TSF

5"X5"X

1

4

"

STEEL LINTEL

GRADE

1'-6"

1'-0"

6"

3
'
-
6
"

RESET EXIST. PAVERS

STEP

SLEEVES FOR EXIST.

STORM PIPE

PROTECT EXIST. STORM PIPE

1'-0" WALL

EXIST.

STORM PIPE

POCKET IN WALL FOR

EXISTING PORCH BEAM

479.5 +

476.0 +

475.5 + 475.0 +

480.0 +

482.0 +

+ 482.6

480.0 +

+ 485.5 + 481.0

1'-6" 4'-6" 1'-0"

SEE NOTE 5

6" FRAMED SLAB REINF. W/

#4@12" OC TOP + BOTTOM EACH WAY CONT.

2'-4" FOOTING

6" SLAB ON GRADE. REINF. W/ 6x6

W4.0 x W4.0 W.W.F TOP. TYP, UON.

PROVIDE CONT. 1 

1

2

" KEY FOR 6" SLAB

ON GRADE ALONG FACE OF WALL.

TYP. ALONG PERIMETER OF SLAB

1
'
-
0
"

4'-0" FOOTING

1
'
-
0
"

BENTONITE ROPE

ALONG KEY TYP., UON

ON SPECIFIC

WATERPROOFING

DETAILS.

BOTTOM OF FOOTING

ELEVATION TO BE 4 FT

MIN. BELOW GRADE.

REINF. W/ #5@12" OC

TOP + BOTTOM EACH

WAY CONT.

NOTE: FOR ADDITIONAL INFORMATION ON FOOTING/WALLS/SLAB DIMENSIONS/REINFORCEMENT

SEE SECTION "A" AND COORDINATE WITH ARCHITECTURAL DRAWINGS

 #4@12" OC CONT.

1

2

" MIN x 1 

1

2

" ELESTOMERIC SEALANT

ON COMPRESSIBLE FILLER.

SEE ARCH. DETAILS

COORD. W/ ARCH. DETAILS
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 #4@8" OC CONT.

2'-4" MIN CONT. FOOTING.

BOTTOM OF FOOTING ELEVATION

TO BE 4 FT MIN. BELOW GRADE.

REINF. W/ #5@12" OC TOP + BOTTOM

EACH WAY CONT.

2'-4" FOOTING

1
'
-
0
"

1'-6"

1'-0"

4'-0" FOOTING

1
'
-
0
"

BENTONITE ROPE

ALONG KEY TYP., UON

ON SPECIFIC

WATERPROOFING

DETAILS.

BOTTOM OF FOOTING

ELEVATION TO BE 4 FT

MIN. BELOW GRADE.

REINF. W/ #5@12" OC

TOP + BOTTOM EACH

WAY CONT.

6" SLAB ON GRADE. REINF.

W/ 6x6 W4.0 x W4.0 W.W.F

TOP. TYP, UON.

PROVIDE CONT. 1 

1

2

" KEY

FOR 6" SLAB ON GRADE

ALONG FACE OF WALL.

TYP. ALONG PERIMETER

OF SLAB

NOTE: FOR ADDITIONAL INFORMATION ON FOOTING/WALLS/SLAB DIMENSIONS/

REINFORCEMENT SEE SECTION "C"
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WALL

FOR 6 IN. SLAB

REINFORCEMENT,

SEE SECTION "A"

1'-0" 6"

6" SHELF COORD. W/

ARCH. DETAILS

STONE VENEER

CONCRETE WALL

6" MIN. COMPACTED

CRUSHED STONE

ON COMPACTED

FILL

1'-0" WALL

ABOVE GRADE

1'-6"

1'-6" WALL

BELOW GRADE

1'-0"

TYP

UON

TYPICAL WALL

REINFORCEMENT:

#5@12" OC CONT.

E.F. AND E.W. UON

1
'
-
0
"

T
Y

P

1'-6"

2x #5 CONT, TYP.

 #4 @ 12" OC MAX

 #4 @ 12" OC MAX

 6x6 W4.0 x W4.0

W.W.F

1'-6"

2x #5

CONT, TYP.
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"
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P

3
"

6" SLAB ON GRADE. REINF.

W/ 6x6 W4.0 x W4.0 W.W.F

TOP. TYP, UON.

PROVIDE CONT. KEY

FOR 6" SLAB ON GRADE

ALONG FACE OF WALL.

TYP. ALONG PERIMETER

 OF SLAB

PROVIDE CONT. KEY

FOR 6" SLAB ON GRADE

ALONG FACE OF WALL. TYP.

ALONG PERIMETER OF SLAB

1/4 OF CLEAR SPAN

(3'-6" MIN)

6" FRAMED SLAB REINF. WITH

#4@12" OC BOTTOM EACH WAY

AND ADD #4@12" OC TOP ALONG

PERIMETER SUPPORT

13'-3"

1
'
-
0
"

1
'
-
0
"

4
"
 
T

Y
P

1'-0" HOOK

TYP.

#5@12" OC

CONT. EF AND

EW TYP. UON

1'-6" WALL (12" MIN)

COORD W/ ARCH

DETAILS

12" MIN. COMPACTED

CRUSHED STONE

ON COMPACTED

FILL

6" SLAB ON GRADE.

REINF. W/ #4@12"

OC TOP EW CONT

TYP, UON

1'-0" WALL

ABOVE GRADE

1'-6" WALL

BELOW GRADE

#5@12" OC "U " BARS

12" LEG TYP.

6" SHELF AND STONE

VENEER. COORD W/

ARCH DETAILS

6" MIN. COMPACTED

CRUSHED STONE

ON COMPACTED

FILL

1'-0"

TYP

1'-0"

HOOK

TYP.

2
'
-
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"
 
M
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R

 
H
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K

3
"

#5@12" OC T&B

EW CONT, TYP

BOTTOM OF FOOTING

ELEVATION TO BE 4'-0"

MIN. BELOW GRADE

#5@12"

OC CONT.

EF AND

EW TYP.

UON

#5@12" OC T&B

EW CONT, TYP

BOTTOM OF FOOTING

ELEVATION TO BE 4 FT

MIN. BELOW GRADE.

6
"

6" FRAMED SLAB REINF. W/

#4@12" OC TOP + BOTTOM EACH WAY CONT.

NEW RAILING TO

MATCH EXIST.

SET POSTS IN

SLEEVES

SEE DWG A18

6" MIN. COMPACTED

CRUSHED STONE

ON COMPACTED

FILL

#5@12" OC CONT.

EF AND EW TYP. UON
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A11

B

C

E

D

A11

H

A11

G

F

A11

A

PORCH

KITCHEN

LAUNDRY

LUNCH

FLOWER

PANTRY

STAIR

WORK SCOPE NOTES

EXISTING TO REMAIN

INFILL OPENINGS AT REMOVED DOORS WITH INSULATED 

WOOD STUD WALLS & GYP BD (INTERIOR) AND WOOD 

SHINGLES (EXTERIOR) ON SOUTH & WEST WALLS OF 

PORCH

NEW STAINLESS STEEL KITCHEN EQUIPMENT:

2A. NOT USED

2B. 132" L 3-COMPARTMENT POT SINK, SHELF

2C. 24" L MOVABLE PREP TABLE, DRAWERS, SHELF

2D. 60" L MOVABLE PREP TABLE, DRAWERS, SHELF

NEW HAND SINK, SOAP & TOWEL DISPENSERS

NEW (REPLACEMENT) SINK IN EXISTING COUNTERTOP, 

MODIFY BASE CABINET FOR NEW FCU, BASE, DOORS

MODIFY EXISTING SHELVES

NEW APPLIANCES:

6A. 36" W REACH-IN REFRIGERATOR

6B. 36" W REACH-IN FREEZER

6C. 30" W ICE MAKER

6D. 30" W REFRIGERATOR

6E. DISHWASHER

NEW DOOR, FRAME, HARDWARE

STAINLESS STEEL WALL PANEL

NEW COOKING HOOD 6'-0" L X 3'-0" DEEP AND

 FIRE SUPPRESSION SYSTEM - SEE DWG K1

NEW FIBER REINFORCED WALL PANELS

 (FRP) AND RELATED TRIM

GENERAL (ALL ROOMS SHOWN ON THIS PLAN)

1. REMOVE EXISTING VINYL FLOORING, PROVIDE

UNDERLAYMENT & NEW VCT FLOOR AND RUBBER BASE ALL

ROOMS

2. PAINT ALL WALLS, CEILINGS, DOORS, TRIM

3. PAINT OUTSIDE OF EXISTING BASE & WALL CABINETS TO

REMAIN

4. PATCH WALLS & CEILINGS AT REMOVED WALLS

5. SEE MEP DRAWINGS FOR ELECTRICAL, HEATING &

PLUMBING WORK

6. SEE DOOR SCHEDULE ON A14

7. SEE PLAN A2 FOR FINISHES

8. SEE DWG A11 FOR ELEVATIONS

CONSTRUCTION ALTERATIONS FOR HVAC WORK

ALTERATIONS FOR HVAC WORK

SEE ALSO DWG M2.3

H1. CUT OPENING IN MASONRY WALL FOR 

KITCHEN HOOD EXHAUST DUCT

H2. NEW VERTICAL FCU & DUCTWORK

· REMOVE EXISTING CLOSET & SHELVES, PATCH

WALLS, FLOOR & CEILING

· NEW PAIR 24" WIDE LOUVERED DOORS

· MODIFY EXISTING SHELVES FOR WATER BOTTLE

STORAGE

H3. NEW MILLWORK ENCLOSURE FOR HVAC UNIT

H3A. MODIFY CABINET DOOR TO CLEAR UNIT

H3B. REMOVE EXTERIOR DOOR & INFILL WITH INSULATED

WALL, SHINGLES & 16" X 16" INTAKE LOUVER,

H4. NEW RADIATOR

H5. ENCLOSE NEW PIPING IN MILLWORK CHASE

H6. NEW FINNED TUBE RADIATOR INSIDE MODIFIED  

EXISTING BASE CABINET

H7. MODIFY WALL CABINET FOR KITCHEN HOOD 

EXHAUST DUCT IN DRYWALL SOFFIT. NEW OPENING

IN FLOOR ABOVE

H8. RECESS FCU IN NEW WALL

NEW GREASE INTERCEPTOR ON FLOOR SEE DWG 

A11

NEW PORCH RAILING

PAINT PORCH CEILING & BEAMS,

WALLS, DOORS & TRIM.

PASSAGE TO NORTH EXIT

-REMOVE EXISTING WOOD WALL

SHINGLES/ABATE

ACM TAR UNDER SHINGLES

-PROVIDE 1/2" GYP BOARD

WALL PANELS

-REMOVE EXISTING BLUESTONE

FLOORING & SETTING BED & SADDLE.

PROVIDE PLYWOOD UNDER CABINET

& VCT & BASE.

LEGEND

DEMO

NEW WALL

EXISTING DOOR

NEW DOOR

NEW

EQUIP/CAB

EXISTING

EQUIP/CAB

PART FIRST FLOOR PLAN

KITCHEN ALTERATIONS

A10
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DOOR NO. ROOM TYPE WIDTH HEIGHT HARDWARE SET NOTES

1

2

3

4

5

6

7

8

10

11

12

13

14

15

16,17

GARAGE

PASSAGE

PORCH

FCU CLOSET

STORAGE 1-1

FLOWER

HALL WEST

LIBRARY SW

LIBRARY SE

LIVING RM

HALL EAST

DINING

DINING

STAIR 2-2

BEDROOM 3

A

A

A

A

A

D

C

B

D

D

E

A

F

G

F

GARAGE O.H. H

9

7'-1"

6'-8"

6'-8"

6'-8"

6'-8"

6'-8"

6'-8"

6'-8"

6'-8"

7'-4"

7'-4"

7'-4"

6'-3"

3'-0"

2'-6"

3'-0"

3'-0"

3'-0"

6'-0"

6'-0"

2'-6"

2'-8"

7'-7"

2'-4"

3'-0"

4'-0" 6'-8"

6'-8"

2'-0"

6'-0"

6'-0" 7'-4"

1

6

1

7

6

1

2

1

1

4

3

4

4

5

1

CLOSER FOR DOOR

18 DRIVEWAY ST. J 6'-0"3'-0" 7

MATCH EXIST SIZE

SEE DWG A9

E EXTERIOR FULL GLASS

STAIR 2-2

6'-8"

3'-0"

F INTERIOR 6 PANEL

PASSAGE

STORAGE 1-1

6'-8"

2'-6"

G INTERIOR LOUVERED

FCU CLOSET

X'-X"

4'-0"

H OVERHEAD

GARAGE

7'-1"

7'-7"

GLASS

A EXTERIOR GLASS/PANEL

PORCH/FLOWER/

LIBRARY/BEDROOM 3

6'-8"

2'-6"

B EXTERIOR SIX PANEL

HALL/WEST

3'-6"

6'-3"

C EXTERIOR FRENCH OUTSWING

HALL EAST

D EXTERIOR FRENCH INSWING

DINING/LIVING

7'-4" 7'-4"

6'-0"

6'-0"

E EXTERIOR FULL GLASS

GARAGE - ALT. THREE

J EXTERIOR METAL

DRIVEWAY STORAGE

LOUVER

MATCH

EXIST'G

SIZE

HARDWARE SCHEDULE:

NOTES: 1. PROVIDE WEATHERSTRIPPING AND BOTTOM SWEEPS ON EXTERIOR

DOORS 2. SEE SPECIFICATIONS FOR OTHER HARDWARE

SET 1: EXTERIOR DOORS TYPE A AT GARAGE, NORTH PORCH, FLOWER ROOM, LIBRARY

SE, LIBRARY SW, BEDROOM 3

LOCKSET: ENTRY FUNCTION, LEVER HANDLE

HINGES: THREE PAIRS

THRESHOLD BRONZE, FLAT

SET 2: EXTERIOR DOOR TYPE B AT WEST ENTRY HALL

LOCKSET: ENTRY FUNCTION, PANIC DEVICE

HINGES: THREE PAIRS

THRESHOLD BRONZE

NOTE: REINSTALL EXISTING DECORATIVE / HARDWARE (NON FUNCTIONING)

SET 4: EXTERIOR DOUBLE DOORS TYPE D, (FRENCH-INSWINGING) AT DINING & LIVING

LOCKSET: RE USE EXISTING

HINGES: THREE PAIRS

THRESHOLD BRONZE

SET 3: EXTERIOR DOUBLE DOORS TYPE C (GLASS OUTSWINGING) AT EAST HALL

LOCKSET: ENTRY FUNCTION, PANIC DEVICES

HINGES: THREE PAIRS

THRESHOLD BRONZE

NOTE: REINSTALL EXISTING DECORATIVE HARDWARE NON FUNCTIONING

SET 5: EXTERIOR GLASS DOOR TYPE E AT STAIR/PORCH ROOF

LOCKSET: LATCH SET, PULL. NO OUTSIDE TRIM, DEADBOLTS

HINGES: THREE PAIRS

THRESHOLD BRONZE

SET 6: INTERIOR PANEL DOOR TYPE F AT STORAGE & PASSAGE

LOCKSET: STORAGE FUNCTION

HINGES: TWO PAIRS

THRESHOLD NONE

SET 7: INTERIOR LOUVER PANEL DOUBLE DOORS TYPE G AT STORAGE

LOCKSET: STORAGE FUNCTION

HINGES: FOUR PAIRS

THRESHOLD NONE

DOOR SCHEDULE
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SECTION DETAIL1C

ELEVATION1B

LIVING ROOM WINDOW SILL & SEAT1

PLAN NEW FCU ENCLOSURE & SEAT1A

WINDOW SILL SECTION2C

NEW WINDOW SILL PLAN2A ELEVATION2BLIVING ROOM DOORWAY2
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WINDOW SILL SECTION7C
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FCU ENCLOSURE PLAN8A

FCU ENCLOSURE ELEVATION8B
LUNCH ROOM WINDOW SILL8

LIBRARY FCU ENCLOSURE5C

LIBRARY WINDOW SILL5A

LIBRARY WINDOW SILL5

ELEVATION6B
FCU ENCLOSURE SECTION6C

ELEVATION5B

ENTRY HALL FCU3

ELEVATION3B

SECTION3C

EXISTING WALL PLAN3A

FCU ENCLOSURE SECTION8C

WINDOW SILL ELEVATION7B

ENTRY HALL FCU IN EXISTING CABINET4A

ENTRY HALL FCU IN EXISTING CABINET4 ELEVATION4B SECTION4C

FCU ENCLOSURE DETAILS
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MGV1

NOTES

- FIELD PIPE DROPS AS SHOWN

  SLEEVING, ELBOWS, TEES, AND NOZZLES SUPPLIED BY CAS

- RELOCATE NOZZLES IF FLOW PATTERN IS BLOCKED BY SHELVING,

  SALAMANDERS, ETC.

- MAXIMUM 9 ELBOWS IN SUPPLY LINE.

- MINIMUM 72 INCHES OF AGENT LINE FROM TANK TO FIRST NOZZLE.

- IF APPLICABLE, PRE-PIPED CHARBROILER DROPS ARE SHIPPED LOOSE.

- FACTORY PIPING EXTENDS A MAXIMUM OF 6" ABOVE THE TOP OF THE HOOD.

- APPLIANCE DIMENSIONS LISTED REPRESENT THE COOKING SURFACE

  SIZE, NOT THE OVERALL APPLIANCE SIZE.

- THIS FIRE SYSTEM COMPLIES WITH U.L. 300 REQUIREMENTS

ACETATE-BASED FORMULATION DESIGNED FOR FLAME KNOCKDOWN AND SECUREMENT

TYPE WITH A FIXED NOZZLE AGENT DISTRIBUTION NETWORK.  IT SHALL BE LISTED

FIRE SUPPRESSION SYSTEM SPECIFICATIONS AND NOTES

THE RESTAURANT FIRE SUPPRESSION SYSTEM SHALL BE THE PRE-ENGINEERED

WITH UNDERWRITERS LABORATORIES, INC. (UL)

THE SYSTEM SHALL BE CAPABLE OF AUTOMATIC DETECTION AND ACTUATION

WITH LOCAL OR REMOTE MANUAL ACTUATION.  ACCESSORIES SHALL BE AVAILABLE

FOR MECHANICAL OR ELECTRICAL GAS LINE SHUT-OFF APPLICATIONS.

THE EXTINGUISHING AGENT SHALL BE A POTASSIUM CARBONATE, POTASSIUM

OF GREASE RELATED FIRES. IT SHALL BE AVAILABLE IN PLASTIC CONTAINERS

WITH INSTRUCTIONS FOR LIQUID AGENT HANDLING AND USAGE.

THE REGULATED RELEASE MECHANISM SHALL BE COMPATIBLE WITH A FUSIBLE

LINK DETECTION SYSTEM.  THE FUSIBLE LINK SHALL BE SELECTED AND 

INSTALLED ACCORDING TO THE OPERATING TEMPERATURE IN THE VENTILATING

SYSTEM. THE FUSIBLE LINK SHALL BE SUPPORTED BY A DETECTOR BRACKET/

LINKAGE ASSEMBLY.

REMOTE MANUAL PULL STATION

MECHANICAL GAS VALVE

LOW TEMP FUSIBLE LINK

DETECTOR BRACKET

DOUBLE MICROSWITCH

CARTRIDGE (101-20)

ANSULEX LIQUID AGENT (3 GAL.)

OEM REGULATED RELEASE

3 GALLON TANK

34

MGV

29

28
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7

5

3

1B

10 TEST LINK

NOZZLE ASSEMBLY (419335)

SWIVEL ADAPTOR

NOZZLE ASSEMBLY (419336)1W

S

1N

NOZZLE ASSEMBLY (419333)1F

Height required to verify hood will fit

and to size the enclosure panels (wrappers)

___' ___"

VERIFY CEILING HEIGHT

PHONE: (201) 669-4982, (887) 668-4982 

16 Park Avenue, Suite 303, Rutherford, NJ 07070

N. NJ & S. NY REGIONAL OFFICE

FAX: (919) 747-5624

FOR QUESTIONS, CALL 

SCOTT ADAMS OR ZACH KLEMENS

FIELD PIPING

FACTORY PIPING

DUCT TEMP

SENSOR

CAT-5 CONNECTION ON REVERSE.

CONNECTED TO HOOD CONTROL

PANEL.

MAX AIR

LIGHTS
FANS

1

3650

BD-2

6' 0.00"

450

Deg.

900 4" 10" 900 -0.638"

430 SS

Where Exposed

ALONE ALONE

HOOD

NO.

TAG MODEL LENGTH

MAX.

COOKING

TEMP.

EXHAUST PLENUM

TOTAL

EXH. CFM

RISER(S)

WIDTH LENG. HEIGHT DIA. CFM S.P.

HOOD

CONSTRUCTION

HOOD CONFIG.

END TO

END

ROW

1

Captrate Solo Filter

4 16" 16"

93% See Filter Spec.

3

Screw In Compact

NO YES

239

LBS

HOOD

NO.

TAG

FILTER(S)

TYPE QTY. HEIGHT LENGTH

EFFICIENCY @ 9 MICRONS

LIGHT(S)

QTY. TYPE

WIRE

GUARD

UTILITY CABINET(S)

LOCATION SIZE

FIRE SYSTEM

TYPE SIZE

ELECTRICAL

MODEL #

SWITCHES

QUANTITY

FIRE

SYSTEM

PIPING

HOOD

HANGING

WGHT

1

FIELD   WRAPPER   18.00"  High    Front, Right

BACKSPLASH   61.00"  High  X  72.00"  Long    430 SS  Vertical

RIGHT  QUARTER END PANEL   26"  Top Width,   0"  Bottom Width,   26"  High   430 SS

LEFT  QUARTER END PANEL   26"  Top Width,   0"  Bottom Width,   26"  High   430 SS

HOOD

NO.

TAG OPTION

6' 0.00"Nom./6' 0.00"OD

36"

3"

36" 36"

Ø10"

U.L. Listed Screw In Compact

Fluorescent Bulb

3" INTERNAL STANDOFF

GREASE DRAIN

WITH REMOVABLE CUP

10"

EXHAUST RISER

SCREW IN COMPACT FLUORESCENT BULB, L55

SERIES E26 CANOPY LIGHT FIXTURE - HIGH

TEMP ASSEMBLY, INCLUDES CLEAR THERMAL

AND SHOCK RESISTANT GLOBE

BACKSPLASH 61.00" HIGH

X 72.00" LONG

FIELD WRAPPER 18.00" HIGH

(SEE HOOD OPTIONS TABLE)

FIELD INSTALLED

QUARTER END PANELS

EQUIPMENT

BY OTHERS

47.0" MAX

71"

14" NOM.

36"

IT IS THE RESPONSIBILITY

OF THE ARCHITECT/OWNER TO

ENSURE THAT THE HOOD CLEARANCE

FROM LIMITED-COMBUSTIBLE

AND COMBUSTIBLE MATERIALS

IS IN COMPLIANCE WITH

LOCAL CODE REQUIREMENTS.

16" CAPTRATE SOLO

FILTER WITH HOOK

1 Ansul R102 3.0 7 Wall Mount Left N/A

FIRE

SYSTEM

NO.

Tag

TYPE SIZE

FLOW

POINTS

INSTALLATION

SYSTEM LOCATION ON HOOD
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1FS

7.7500

1FS 1FS 1FS 1FS

12.0000 12.0000 12.0000 12.0000 12.0000 12.0000

1 DU50HFA 900 1.100 1483 0.500 0.3650 1 115 8.4 65 15.6

FAN

UNIT

NO.

TAG FAN UNIT MODEL # CFM ESP. RPM H.P. B.H.P. Ø VOLT FLA

WEIGHT

(LBS.)

SONES

1 1 - Grease Box

FAN

UNIT

NO.

TAG

OPTION (Qty. - Descr.)

1 # 1 31 LBS Curb

19.500"W x 19.500"L x 20.000"H   Vented  Hinged

NO.

ON

FAN

WEIGHT ITEM SIZE

- VARIABLE SPEED CONTROL

- THERMAL OVERLOAD PROTECTION (SINGLE PHASE)

- HIGH HEAT OPERATION 300°F (149°C)

- WEATHERPROOF DISCONNECT

  EXHAUST FAN MUST OPERATE CONTINUOUSLY

  WHILE EXHAUSTING AIR AT 300°F (149°C)

  UNTIL ALL FAN PARTS HAVE REACHED

  THERMAL EQUILIBRIUM, AND WITHOUT ANY

  DETERIORATING EFFECTS TO THE FAN WHICH

  WOULD CAUSE UNSAFE OPERATION.

  NORMAL TEMPERATURE TEST

17 1/2

21

28 7/8

13 1/4

2

21 1/2

- INTERNAL WIRING

- ROOF MOUNTED FANS

- RESTAURANT MODEL

FEATURES:

- DIRECT DRIVE CONSTRUCTION (NO BELTS/PULLEYS)

DUCTWORK BETWEEN

EXHAUST RISER ON HOOD

AND FAN (BY OTHERS)

27 1/4

GREASE DRAIN

- GREASE CLASSIFICATION TESTING

- UL705 AND UL762

  ABNORMAL FLARE-UP TEST

  EXHAUST FAN MUST OPERATE CONTINUOUSLY

  WHILE EXHAUSTING BURNING GREASE VAPORS

  AT 600°F (316°C) FOR A PERIOD OF

  15 MINUTES WITHOUT THE FAN BECOMING

  DAMAGED TO ANY EXTENT THAT COULD CAUSE

  AN UNSAFE CONDITION.

3" FLANGE

17 1/2

17 1/2

ROOF OPENING

DIMENSIONS

20 GAUGE

CONSTRUCTION

STEEL

20"

19 1/2"

19 1/2"

VENTED 

CURB

FAN #1 DU50HFA - EXHAUST FAN

OPTIONS

GREASE BOX

1 SC-110110FP Wall Mount In SS Box SS Wall Mount Box

1 Light

1 Fan

Smart Controls Thermostatic Control Exhaust 1 0.500 115 8.4

NO. TAG PACKAGE # LOCATION

SWITCHES

LOCATION QUANTITY

OPTION

FANS CONTROLLED

TYPE

ɸ

H.P. VOLT FLA

DESCRIPTION OF OPERATION:

2733739

Lasdon Park

SC-110110FP

8/23/2016

INSTALL

ECP #1-1

120V 1 Phase w/ control for 1 Exhaust Fan, Exhaust on in Fire, Lights out in Fire, Fan(s) On/Off Thermostatically 

Controlled.  Room temperature sensor shipped loose for field installation.

BREAKER PANEL TO CONTROL PANEL

Responsibility:  Electrician

BREAKER PANEL CONTROL PANEL

BREAKER SIZE SHOWN IS THE MAXIMUM ALLOWED

BREAKER 1PH

CONTROL POWER.  DO NOT WIRE

TO SHUNT TRIP BREAKER.

Hot

Neutral

H1

N1

120 V

15 A

Ground

GND

1ST HOOD LIGHT BREAKER SHARED W/ CONTROL

POWER. SWITCH #1

BREAKER 1PH

MCA:

MOCP:

Hot

Neutral

L1

FN1

GND

Ground

EXH-1

115 V

10.5 A

15 A

CONTROL PANEL TO FANS

Responsibility:  Electrician

CONTROL PANEL FANS

Load Wiring

WIRE DIRECT

TO STARTER
WIRE TO

DISCONNECT

FLA:

HP:

VOLT:

T1

T2

EXH-1

LEG 1 / HOT

LEG 2 / NEUTRAL

GND

GROUND

C-1

01FAN:

8.4

0.500

115 V

CONTROL PANEL TO ACCESSORY ITEMS

Responsibility:  Electrician

CONTROL PANEL COMPONENT

WIRE C1 TO COMMON (1).

C1 TO AR1 SHOULD HAVE

CONTROL PANEL

FIRE SYSTEM

TO

MICROSWITCH

CONTINUITY WHEN ARMED.

IF MORE THAN ONE

WIRE AR1 TO NORMALLY CLOSED (2).

CAP

OFF

CAP

OFF

CAP

OFF

FIRE SYSTEM, WIRE

IN SERIES AS SHOWN

C1

AR1

MICROSWITCH 1

1:C

4:NO

2:NC

MS-1

1:C

4:NO

2:NC

1:C

4:NO

2:NC

MS-2

C1

AR1

CONTROL PANEL

KILL SWITCH

TO

LOOP

120V SIGNAL THROUGH KILL

SWITCH LOOP. SWITCH SHOULD 

BE CLOSED IN NORMAL STATE

AND OPEN IN ALARM.

IF MORE THAN ONE ANSUL

CARTRIDGE SW, WIRE IN

SERIES AS SHOWN

H1

KTS

CARTRIDGE SW

1:C

2:NC

4:NO

CR-1

1:C

1:C

CR-2

H1

KTS

BLACK

BLACK

2:NC

4:NO

2:NC

4:NO

ANSUL

ALL SWITCHES FACTORY WIRED

CAT-5 CONNECTION

CONTROL PANEL

SWITCHES

TO

J4

CONTROL PANEL

HOOD LIGHTS

TO

1400 W MAX

WIRE TO J-BOX ON TOP OF HOOD

B1

W1

GND

BLACK

WHITE

GREEN

HOOD LIGHTS 1

WIRE TO CONTROL BOARD.

SENSOR MOUNTED IN ROOM AWAY

FROM HEAT SOURCES. SEE MANUAL

CONTROL PANEL

KITCHEN TEMP

TO

SENSOR

T1A

T1B

ROOM TEMP

WIRE TO CONTROL BOARD.

SENSOR MOUNTED IN EXHAUST DUCT

CONTROL PANEL

DUCT SENSOR

TO

T2A

T2B

HOOD 1

RISER 1

THE FOLLOWING CONNECTIONS

MAY OR MAY NOT BE

REQUIRED BASED ON JOBSITE 

SPECIFICATIONS

CONTROL PANEL

EXTERNAL

SIGNAL FOR

SHUNT TRIP

ST TERMINAL IS ENERGIZED

IN FIRE CONDITION.

ST

N1

NEUTRAL FROM SHUNT COIL

HOT TO SHUNT COIL

SHUNT COIL

SYSTEM DRY

SPARE FIRE

CONTACT

CONTROL PANEL

SPARE CONTACTS WILL MAKE C2 TO 

AR2 WHEN SYSTEM IS ARMED. THEY 

ARE USED TO DISABLE EQUIPMENT

OR PROVIDE SIGNALS. (NOT FOR 

BUILDING FIRE ALARM WHICH MUST 

BE WIRED DIRECTL TO THE ANSUL

ALARM INITIATING SWITCH LOCATED 

IN ANSUL AUTOMAN)

C2

AR2

COMMON

NORMALLY OPEN

CONTROL PANEL

EXTERNAL

TO

SWITCH

SIGNAL SWITCH THROUGH BMS

WILL ACTIVATE ZONE1 FANS AND

LIGHTS

H1

IO1

BMS SWITCH

C NO

CAPTIVEAIRE HOOD & FIRE SUPPRESSION

K1

IN

ACCORDANCE

BUILT

NFPA

WITH

No. 96

R

STANDARD 710

S

L

I D

TE

R

Made From 430 Stainless Steel

Captrate Solo UL Listed
Grease Extracting Filters
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