
 

 

Addendum #4 

Date: 2/4/2021 

To: YPS Facilities Management; All Bidders 

From: LiRo Engineers, Inc. 

Subject: YPS 10881 – Saunders HS - HVAC Upgrades Project Addendum #4 

 

The following changes are made to the issued bid drawings: 

- The following drawings have been updated to clarify Abatement Scope and therefore replace 

originally issued drawings: 

o H-100A 

o H-100B 

o H-101 

o H-102 

o H-103 

o H-104 

o M-101 

Additionally, the following information is being provided as response to received questions: 

1. What is the manufacturer for the existing roof and is it under warranty? 

Roof over Main Office area (details 7 and 8/A-626) is Firestone EPDM, under warranty. Other roof 

areas are not under warranty, manufacturer is not known. 

2. Is there an existing asbestos testing report for the roof? 

Please see attached document. 

3. What are the size/dimensions of the incinerator flue to be removed as per H-100A Special Job 

Conditions Note #9? 

The existing records show approximately 16” x 16” flue that extends 50 feet up. Contractor will need 

to confirm exact dimensions in-field as they have not been verified.  

 

Sincerely, 

 

LiRo Engineers, Inc. 
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FIGURE 2:
CAFETERIA SUPPLY GRILLE

FIGURE 3:
MER ROOM DUCT CONNECTION TO
UNDERGROUND TRANSITE DUCTS

FIGURE 1:
MECHANICAL ROOM EXHAUST FAN
EF-10A

FIGURE 4:
MER ROOM DUCT TRANSITION FROM
EC-6

Syosset, N.Y.  516-214-8157[T]

LiRo Engineers, Inc.
A LiRo Group Company

IT IS A VIOLATION OF NYS LAW FOR ANY PERSON TO ALTER 
THIS DOCUMENT IN ANY WAY, UNLESS ACTING UNDER THE 
DIRECTION OF A LICENSED PROFESSIONAL ENGINEER. IF A 
DOCUMENT BEARING THE SEAL ON AN ENGINEER IS 
ALTERED, THE ALTERING ENGINEER SHALL AFFIX TO THE 
DOCUMENT THEIR SEAL AND THE NOTATION "ALTERED BY" 
FOLLOWED BY THEIR SIGNATURE AND THE DATE OF SUCH 
ALTERATION, AND A SPECIFIC DESCRIPTION OF THE 
ALTERATION.
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M-101

MECHANICAL 1ST FLOOR
HVAC DEMOLITION PLAN

183 PALMER RD
YONKERS, NY 10701

YONKERS PUBLIC
SCHOOLS

SHB

SAUNDERS TRADES
AND TECHNICAL

HIGH SCHOOL HVAC
UPGRADES

SHB

SFA

8' 4' 0' 8'N
MECHANICAL 1ST FLOOR HVAC CLASSROOM DEMOLITION PLAN

8' 4' 0' 8'N
MECHANICAL 1ST FLOOR HVAC EXCERCISE ROOM & CAFETERIA DEMOLITION PLAN

8' 4' 0' 8'N
MECHANICAL 1ST FLOOR HVAC BOILER RM DEMOLITION PLAN

8' 4' 0' 8'N
MECHANICAL 1ST FLOOR HVAC MER DEMOLITION PLAN

8' 4' 0' 8'N
MECHANICAL 1ST FLOOR HVAC FACULTY DINING DEMOLITION PLAN

MECHANCIAL NOTES:

1. DEMOLISH SUPPLY AND RETURN DUCTWORK FROM UNIT EC-6 UP TO 6 
INCHES FROM WHERE TRANSITION TO TRANSITE DUCT OCCURS. 
REMAINDER TO BE REMOVED AND SEALED BY ABATEMENT CONTRACTOR. 
(SEE FIGURE 3 & 4)

2. EC-9 TO BE DEMOLISHED. SUPPLY DUCTWORK TO BE DEMOLISHED  UP TO 
6 INCHES ABOVE FLOOR SLAB. THE REMAINDER OF SUPPLY DUCT TO BE 
REMOVED AND FLOOR SLAB PENETRATION SEALED BY ABATEMENT 
CONTRACTOR. MECHANICAL CONTRACTOR TO SEAL UP EC-9 
CONNECTION TO OUTDOOR AIR PLENUM. DEMOLISH HEATING HOT WATER 
AND CHILLED WATER PIPES BACK TO HEADER. 

3. CONTINUOUS SUPPLY GRILLES AND PLENUM (SEE FIGURE 2) ALONG 
CAFETERIA WALL TO BE REMOVED. SUPPLY AIR INTAKE OPENINGS TO BE 
FILLED AND COVERED BY ABATEMENT CONTRACTOR.

4. DISCONNECT 24x32 EXHAUST FAN CONNECTION FROM 24x24 RETURN 
MAIN AND PATCH DUCT TO MAINTAIN INTEGRITY OF RETURN DUCT MAIN. 
EF-10A AND ASSOCIATED 24x32 DUCT TO BE DEMOLISHED. (SEE FIGURE 1)

5. UNIT VENTILATORS TO BE REMOVED. ABATEMENT CONTRACTOR TO 
REMOVE UNIT UNDER ABATEMENT CONDITIONS. OUTSIDE AIR INTAKE 
TRENCH TO BE  FILLED AND COVERED BY ABATEMENT CONTRACTOR. 
MECHANICAL CONTRACTOR TO DISCONNECT EXISTING PIPES AND 
CONTROLS WIRING.

6. CHILLED WATER PUMPS TO BE REPLACED. CUT BACK EXISTING PIPING TO 
ENABLE NEW PUMPS INSTALLATION, MAINTAIN EXISTING 
INSTRUMENTATION AS MUCH AS FEASIBLE. SEE PHOTO ON M-301.

7. MECHANICAL CONTRACTOR TO TEMPORARILY REMOVE THE EC-10 
DISCHARGE PLENUM TO ALLOW ACCESS FOR ABATEMENT WORK. 
EXISTING 48x24 RETURN DUCT TO EC-10 TO BE DISCONNECTED AND 
SEALED BY ABATEMENT CONTRACTOR.

8. EXISTING GRILLES (ONE SIDEWALL GRILLE  AT SECURITY CLOSET WALL  
AND ONE FLOOR-MOUNTED GRILLE IN LOBBY) TO BE DEMOLISHED BY MC. 
EXISTING TRANSITE DUCTS TO BE CUT BACK TO SLAB AND SEALED BY 
ABATEMENT CONTRACTOR. FLOOR TO BE RESTORED BY GC.
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4

5

6

GENERAL NOTES:

1. SEE ENVIRONMENTAL DRAWINGS FOR GC AND REMEDIATION 
CONTRACTOR SCOPE TO CAP AND SEAL ABANDONED DUCTS.

2. UNDERGROUND DUCTS CONNECTED TO EC-6,7,9, AND 10 TO BE 
ABANDONED IN PLACE.
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The LiRo Group    
Three Aerial Way, Syosset New York 11791          Telephone 516.938.5476          Facsimile 516.937.5421          www.liro.com 

 

 

October 4, 2019 
 
Mr. John Carr, P.E. 
Director of Facilities 
Yonkers Public Schools 
1 Larkin Center 
Yonkers, New York 10704 
 
RE: Saunders Trades & Technical High School  
 Roof Testing for Asbestos  
 
Dear Mr. Carr: 
 
On September 30, 2019, LiRo Engineers Inc. (LiRo) performed a limited asbestos inspection at Saunders 
Trades & Technical High School.  The inspection was limited to the lower roof areas that are expected to 
be impacted by HVAC system upgrades currently under consideration.  The asbestos inspection was 
performed by certified New York State Department of Labor Asbestos Inspector Mr. Ismael Torres (NYS 
DOL Inspector # 11-08133, Exp. 6/20).  
 
Guidelines used for inspections of asbestos were established by NYS DOL ICR-56-5.1 and USEPA 40 CFR 
Part 763, AHERA.  Field information was organized as per the AHERA concept of homogenous area (HA), 
that is, suspect Asbestos-Containing Materials (ACM) with similar age, appearance, and texture was 
grouped together, sampled and assessed for condition.  The following suspect materials were sampled for 
analysis: 
 

o Lower Roof – Multi-Layered Built-Up Roofing   
o Lower Roof – Flashing 
o Lower Roof – Pitch Pocket Tar 
o Asphalt Shingles  

 
Analysis of the bulk samples performed by Amersci Laboratories indicate that none of these materials 
contain asbestos.  If you have any questions or require additional information, please do not hesitate to 
contact our office at (516) 595-2900. 
 
Sincerely, 
LiRo Engineers, Inc. 
 
 
Christopher Zanoni 
Vice President  
 

Attachment(s):  Laboratory Sample Results, Licenses, Certifications 

 
 



Amerisci New York
117 EAST 3OTH ST.

NEW YORK, NY 10016

rEL: (212) 679-8600'FM: (212) 679-3114

lOlOLltg AmeriSci Job #

10102119 P.O. #
11480 Page 1 of 5

Sanders T&T High School; 183 Palmer Rd.,

10701- HVAC Upgrade

2l9t0lt22
PLM Bulk Asbestos RePort

Date Received
Date Examined
ELAP #
RE: lT93019CZ;

Yonkers, NY

AwrntScr
t-::a:a:in!r:.;, 

:.:11| l

The Liro GrouP

Attn: Robert Kreuzer

690 Delaware Ave.

Buffalo, NY 14209

Client No. / HGA Lab No. Asbestos Present Tota! % Asbestos

219101122-01
Location: South Bulk Head - Lower Roof - (Bottom) Sth Foam

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous 100 %

No NAD 7

(by NYS ELAP 198.1)

by Jared C. Clarke

on 10102119

01

01

219101122-02
Location: North Bulk Head - Lower Roof - (Bottom) Sth Foam

Yellow, Homogeneous, Non-Fibrous, Bulk Material

Non-fibrous 100 %

No NAD
(by NYS ELAP 198.1)

by Jared C. Clarke

on 10102119

02

01

Analyst DescriPtion:
Asbestos TYPes:

Other Material:

219101122-03
Location: Center Duct (Adj.) - Lower Roof - (Bottom) 5th Foam

Analyst Description: Yellow, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous'100 %

IVo NAD
(by NYS ELAP 198.1)

by Jared C. Clarke

on 10102119

03
01

04

02

219101122'04 IVo

Location: South Bulk Head - Lower Roof - 4th Layer Screed "Submitted Material

Appears To Be lnsulation."

AnallBtDescription:Grey/Brown,Homogeneous,Fibrous,BulkMaterial
Asbestos TYPes:

Other Material: Cellulose 60 %, Non-fibrous 40 %

NAD
(by NYS ELAP 198.1)

by Jared C. Clarke

on 10102119

05

o2

219101122-05 No

Location: North Bulk Head - Lower Roof - 4th Layer Screed 'Submitted Material

NAD
(by NYS ELAP 198.1)

by Jared C. Clarke
on 10102119

Appears To Be lnsulation"'

Analyst Description: Grey/Brown, Homogeneous, Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous 100 %

See Reporting notes on last Page



Amerisci Job #: 219101122

Client Name: The Liro GrouP

Page 2 of 5

PLM Bulk Asbestos RePort
lT93019CZ; Sanders T&T High School; 183 Palmer Rd',

Yonkers, NY 10701 - HVAC UPgrade

Client No. / HGA Lab No. Asbestos Present Total % Asbestos

21g101122-OO No NAD
06

02 Location: center Duct (Adj.) - Lower Roof - 4th Layer screed 'submitted Material (by NYS ELAP 198'1)

Appears To tie insulation." by Jared C. Clarke

on 10102119

Analyst Description: GreyiBrown, Homogeneous, Fibrous, Bulk Material

Asbestos TyPes:

Other Material: Cellulose 60 %, Non-fibrous 40 %

07 219101122-07 IVo NAD

03 Location: South Bulk Head - Lower Roof - 3rd Layer Tar (by NYS ELAP 198'6)
bY Jared C. Clarke

on 10102119

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous 21 .5 o/o

0B 219101122-08 IVo NAD

03 Location: North Bulk Head - Lower Roof - 3rd LayerTar (by NYS ELAP 198'6)
bY Jared C. Clarke

on 10102119

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous 10.9 %

09

03

219101122-09
Location: Center Duct (Adj.) - Lower Roof - 3rd Layer Tar

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous 19.7 %

No NAD
(by NYS ELAP 198.6)

by Jared C. Clarke

on 10102119

219101122-10 /Vo NAD
(by NYS ELAP 198.6)

by Jared C. Clarke

on 10102119

10

o4 Location:SouthBulkHead.LowerRoof-2ndLayerTarPaper

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous 12.2 oh

219101122-11 IVo NAD
(by NYS ELAP 198.6)

by Jared C. Clarke

on 10102119

11

04 Location:NorthBulkHead-LowerRoof-2ndLayerTarPaper

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TyPes:
Other Material: Non-fibrous 11.7 o/o

See Reporting notes on last Page



Amerisci Job #: 219101122

Client Name: The Liro GrouP

Page 3 of 5

PLM Bulk Asbestos RePort
lT9301gCZ; Sanders T&T High School; 183 Palmer Rd',

Yonkers, NY 10701 - HVAC UPgrade

Client No. / HGA Lab No. Asbestos Present Total % Asbestos

219101122-12
Location:CenterDuct(Adj.)-LowerRoof-2ndLayerTarPaper

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous 15.9 %

Alo NAD
(by NYS ELAP 198.6)

by Jared C. Clarke

on 10102119

12

04

13

05

219101122-13 IVo NAD

Location: SouthBulkHead-LowerRoof-(Top)lstLayerRoofMulti-LayerMembrane (byNYSELAP198'6)
by Jared C. Clarke

on 10102119

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Fibrous glass 2 %, Non-fibrous 8.5 %

219101122-14 No

Location: North Bulk Head - Lower Roof - (Top) 1st Layer Roof Multi-Layer Membrane (by NYS ELAP 198'6)
bY Jared C. Clarke

on 10102119

NAD
14

05

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TyPes:

Other Material: Fibrous glass 2 %, Non-fibrous 6'7 %

219101122-15 NAD

Location: Center Duct (Adj.) - Lower Roof - (Top) 1st Layer Roof Multi-Layer Membrane (by NYS ELAP 198'6)
bY Jared C. Clarke

on 10102119

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TyPes:

Other Material: Fibrous glass 2 %, Non-fibrous 9.1 %

/Vo15

05

219101122-16
Location: South Bulk Head - Lower Roof - Tar Flashing

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous 8.5 %

No NAD
(by NYS ELAP 198.6)

by Jared C. Clarke

on 10102119

16

06

See Reporting notes on last Page

No219101122-17
Location:SouthEastBulkHead-LowerRoof-TarFlashing

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous7.4 o/o

NAD
(by NYS ELAP 198.6)

by Jared C. Clarke

on 10102119

17

06



AmeriSci Job #: 219101122

Client Name: The Liro Group

Page 4 of 5

PLM Bulk Asbestos Report
lT93019CZ; Sanders T&T High School; 183 Palmer Rd',

Yonkers, NY 10701 - HVAC UPgrade

Client No. / HGA Lab No. Asbestos Present Total % Asbestos

18

06

219101122-18
Location: North Bulk Head - Lower Roof - Tar Flashing

Analyst Description: Black, Homogeneous, Non-Fibrous' Bulk Material

Asbestos TyPes:
Other Material: Non-fibrous 2 %

No NAD
(by NYS ELAP 198.6)

by Jared C. Clarke

on 10102119

19 219101122-19 No NAD

07 Location: North Bulk Head - Lower Roof - Asphalt Shingle Flashing (by NYS ELAP 198'6)
by Jared C. Clarke

on 10102119

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TyPes:

Other Material: Non-fibrous 27 .6 %

20 219101122-20 A/o NAD

OT Location: North East Bulk Head - Lower Roof - Asphalt Shingle Flashing (by NYS ELAP 198'6)
by Jared C. Clarke

on 10102119

Analpt Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TyPes:
Other Material: Non-fibrous 26.1 o/o

21 219101122-21 AIo NAD

07 Location: South Bulk Head - Lower Roof - Asphalt Shingle Flashing (by NYS ELAP 198'6)
by Jared C. Clarke

on 10102119

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TyPes:

Other Material: Non-fibrous 23.7 o/o

22 219101122-22 No NAD

0g Location: Center Roof (Duct) - Lower Roof - Pitch Pocket Tar (by NYS ELAP 198'6)

bY Jared C. Clarke

on 10102119

Analyst Description: Black, Homogeneous, Non-Fibrous' Bulk Material

Asbestos TYPes:

Other Material: Non-fibrous 12.7 %

23 219101122-23 No NAD

0g Location: North Roof (Drain) - Lower Roof - Pitch Pocket Tar (by NYS ELAP 198'6)
bY Jared C. Clarke

on 10102119

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Materia!: Non-fibrous 14.8 o/o

See Reporting notes on last Page



AmeriSci Job #: 219101122

Client Name: The Liro GrouP

Page 5 of 5

PLM Bulk Asbestos RePort
lT93019CZ; Sanders T&T High School; 183 Palmer Rd',

Yonkers, NY 1070'1 - HVAC UPgrade

Client No. / HGA Lab No. Asbestos Present Total % Asbestos

24

08

219101122-24 /Vo

Location: South East (Adj. To Unit) - Lower Roof - Pitch Pocket Tar

NAD
(by NYS ELAP 198.6)

by Jared C. Clarke

on 10102119

Analyst Description: Black, Homogeneous, Non-Fibrous, Bulk Material

Asbestos TYPes:

Other Material: Non-fi brou s 44.2 o/o

Reporting Notes:

( I ) This job was - AnalYzed

Analyzed by: Jared C. Clarke
-NAD/NSD =no asbestos
(SM-V) = Surfacing Material

Method 198.1 for NY friable

ic BA310

NfuPs--not andyzed/positive stop' (SoF-v) = Sprayed on Fireproofing containing Vermiculite;

; PLM Bulk Asbestos Analysis by Appd E to subpt E, 40 CFR 763 (NVLAP 200546-0)' ELAP PLM

includes the identification and quantitaiion of vermiculite or 198.6 for NOB samples or EPA 400 pt ct by

Xir* ffi.;#;, ilffi;;i-??iffi i"uliriol' Note:pLM is not consistently retiabte in detectins asbestos in floor coverinss and similar
:- ^. .--^-1r.. rL^ ^^t, aatha^ +|ral ^.n ha r rsed to de

;ffi#;;;51'=";li, JJ*, [iffi;"ii#;.;';;;l;ii; uv prr',r 
"'" 

irconcrusive, rEM is currentrv the onrv method that can be used to determine
.^- a^^. +it^ ED rO ,t,{A 

"AO7n 
A/1 /qd\Ilull_llldulg vlval llvarry wvur

if this materiat can be considered or treated as non asbesto.-"ont.ining in NY state (also see EPA Advisory.for floor tile' tT 
-un:1Lu;l?n19:33.?1]ll tl ll- lllot9l lsr

Nationat lnstitute of standards and Technology Accreditation requirements mandate that this report must not 9"^l:p::,'":1r::p.lJj:yli:::::
approval of the lab.This
AA000054.

ffiffi'rffi;ii; ',#il;;. 
nrin-inp, Lrc Lab rD tozaqs, Rl cert AAL-0e4, cr cert PH-0186, Mass cert

Reviewed By: END OF REPORT
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New York State – Department of Labor 
Division of Safety and Health  
License and Certificate Unit 
State Campus, Building 12 

Albany, NY  12240 

 
ASBESTOS HANDLING LICENSE 

LiRo Engineers, Inc.  
 
690 Delaware Avenue 
 
Buffalo, NY  14209 
 

 

FILE NUMBER:  99-1147 
LICENSE NUMBER:  28866 
LICENSE CLASS:  RESTRICTED 
DATE OF ISSUE:  11/29/2018 
EXPIRATION DATE:  12/31/2019 

 

Duly Authorized Representative – Robert Kreuzer:  

 

 This license has been issued in accordance with applicable provisions of Article 30 of the Labor Law of New York State and of  
 the New York State Codes, Rules and Regulations (12 NYCRR Part 56).  It is subject to suspension or revocation for a (1)  
 serious violation of state, federal or local laws with regard to the conduct of an asbestos project, or (2) demonstrated lack of  
 responsibility in the conduct of any job involving asbestos or asbestos material. 

 This license is valid only for the contractor named above and this license or a photocopy must be prominently displayed at the  
 asbestos project worksite.  This license verifies that all persons employed by the licensee on an asbestos project in New York  
 State have been issued an Asbestos Certificate, appropriate for the type of work they perform, by the New York State  
 Department of Labor. 

 

  

  

 Eileen M. Franko,  Director 
SH 432 (8/12) For the Commissioner of Labor 
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