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SCALE: NONE
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FRESH AIR INTAKE HOOD WITH 1" INTERNAL INSULATION  AND BIRDSCREEN. MANUFACTURERS: COOK, PENN OR APPROVED EQUAL.
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ROOF CURB WOOD NAILER

AutoCAD SHX Text
FOR ROOF AND STRUCTURAL INFORMATION, SEE ARCHITECTURAL DRAWINGS.
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EXHAUST AIR HOOD WITH 1" INTERNAL INSULATION AND BIRDSCREEN. BASED ON GREENHECK VENTILATOR HOOD MODEL "GRSR". MANUFACTURERS: GREENHECK OR APPROVED EQUAL.
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