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1/8" = 1'-0"1
ELECTRICAL POWER PLAN - FOURTH FLOOR

KEYED NOTES
1 PHOTOELECTRIC SMOKE DETECTOR FOR ELEVATOR RECALL.

2 MOUNT DEVICE 4'-0" AFF, TYPICAL FOR ALL STORAGE UNIT CORRIDOR RECEPTACLES.

3 PROVIDE RECEPTACLE WITH VERTICAL SELF-CLOSING COVERS WITH LOCK HASPS, ALL
KEYED ALIKE, TYPICAL FOR ALL STORAGE UNIT CORRIDOR RECEPTACLES.

4 COORDINATE THE LOCATION OF ALL ELEVATOR PIT AND SHAFT LIGHTING, RECEPTACLES,
EQUIPMENT, ETC. WITH ARCHITECT, ELEVATOR MANUFACTURER AND EQUIPMENT PROVIDED

5 PROVIDE 240V, 2P, 60A NON-FUSED DISCONNECT SWITCH.

6 PROVIDE 600V, 3P, 60A, NON-FUSED DISCONNECT FOR ELEVATOR. COORDINATE LOCATION
AND REQUIREMENTS WITH ELEVATOR AND EQUIPMENT PROVIDED.

7 PROVIDE MANUAL MOTOR STARTER WITH PROPER THERMAL ELEMENT INSTALLED.

4'0 8' 16'

1/8" = 1'-0"
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WARNING: it is a violation of the NYS Education Law 
Article 145 for any person to alter this document in 
anyway, unless they are acting under the direction of 
a Professional Engineer


