
GYMNASIUM ROOF TOP HEAT PUMP UNITS

UNIT # AREA SERVED

CAPACITY AIRFLOW COOLING HEATING ELECTRIC
RESISTANCE HEATING FILTER

WEIGHT
(WITHOUT

CURB)
ELECTRICAL

BASIS OF DESIGN
NOMINAL
CAPACITY

(TONS)
REFRIG-
ERANT

TOTAL
COOLING
CAPACITY

(MBH)

HEATING
CAPACITY

BACKUP
ELECTRIC
HEATING

CAPACITY
(KW)

MINIMUM ISMRE
(DEHUM-

DIFICATION
MODE)

MINIMUM
SEER

MINIMUM
IEER

CONDENSER
EAT

(°F DB)
SPEED

CONTROL

TOTAL
SUPPLY

AIRFLOW
(CFM)

MIN.
OUTSIDE

AIR
(CFM)

ESP
(IN WC)

EXHAUST
AIR

(CFM)

ESP
(IN WC)

EAT
(°F DB)

EAT
(°F WB)

LAT
(°F DB)

LAT
(°F WB)

MAX. FACE
VELOCITY

(FPM)

EAT
(°F DB)

LAT
(°F DB)

CAPACITY
(BTU/H)

CAPACITY
(KW)

SUPPLY
PRE-

FILTER
MERV

SUPPLY
FINAL

FILTER
MERV

RETURN
FILTER
MERV

LBS MCA
MAX
FUSE
SIZE

VOLT/PH/HZ

RTU-1 GYMNASIUM 12 R-410A 132.1 166.0 60 5.2 10.4 11.4 95 CONSTANT 3525 1460 1.5 1460 1.5 78.0 67.0 55.0 55.0 500 46.2 90.0 166000 60 8 13 8 3231 63.3 80 208/3/60
TRANE HORIZON (OAD/N REV6 -

OADG/OANG)

RTU-2 GYMNASIUM 12 R-410A 132.1 166.0 60 5.2 10.4 11.4 95 CONSTANT 3525 1460 1.5 1460 1.5 78.0 67.0 56.0 56.0 500 46.2 90.0 166000 60 8 13 8 3231 63.3 80 208/3/60
TRANE HORIZON (OAD/N REV6 -

OADG/OANG)

DEDICATED OUTSIDE AIR SYSTEM SCHEDULE NOTES:
1. PROVIDE A DISCONNECT SWITCH AND POWERED CONVENIENCE OUTLET WITH SINGLE POINT POWER CONNECTION.
2. PROVIDE A FULLY PROGRAMMABLE CONTROLLER WITH GRAPHICAL USER INTERFACE.
3. PROVIDE HOT GAS REHEAT.
4. PROVIDE VIBRATION ISOLATORS AND POSITIVELY FASTEN UNIT TO DUNNAGE PER DETAIL 9/M501.
5. PROVIDE ENERGY RECOVERY WHEEL.
6. PROVIDE HEAT PUMP HEATING WITH ELECTRIC RESISTANCE BACKUP HEAT. SIZE THE ELECTRIC HEAT ASSUMING AN ENERGY WHEEL EFFICIENCY OF 50%.
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