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TERLD

Sterling Environmental Engineering, P.C.

ROCKLAND GREEN FACILITY IMPROVEMENTS PHASING NOTE

CIVIL ENGINEER:

. Rockland Green is soliciting proposals for the construction of improvements to its existing Materials
Recovery Facility (MRF), as further detalled in the Drawings and Specifications. These Facility
Improvements include, but are not imited to, a building addition, site work, interior demolition work,
interior build-out work, electric service upgrades and reworked mechanical, plumbing, electrical, fire

sprinkler and fire alarm systems to accommodate a new state-of-the-art dual stream recyclables

processing system supplied and installed under Contract No. | - Processing Equipment.

. The Facility Improvements are being procured through separate contracts as follows:
¢ Contract No. 2 - Facility Improvements: General Construction

Contract No. 3 - Facility Improvements: Mechanical/HVAC

Contract No. 4 - Facility Improvements: Plumbing

Contract No. 5 - Facility Improvements: Electrical

Contract No. € - Facility Improvements: Fire Protection System

BUILDING LOCATION AERIAL

3. The bullding has been divided into the following area designations:
* Area | — Existing Tipping Area.
* Area 2 — Existing Processing Area.

Area 3 — Existing Administration Area.

Area 4 — New Commingled Tipping Area.

Area 5 — New Storage ¢ Glass Processing Area

Area 6 — New Truck Loading Dock Area.

BUILDING SITE

4. Work shall commence on the exterior and in the Areas | and 2 for its Substantial Completion to be
achieved prior to the start of delivery and installation of the Dual Stream Recyclables Processing
System. It shall include all Work as defined in the Contract Drawings, Specifications, and RFP
Appendices. It shall also include all rough-ins associated with Mechanical, Electrical, Plumbing, and
Fire Protection Equipment. All final connections of Mechanical, Electrical, Plumbing and Fire

Protection (including equipment fire sprinkler system) in Areas | and 2 shall be completed prior to the
startup of processing equipment.

. Work in Area 3 shall be sequenced to allow sufficient access and use of existing space for Contractors
on- site as approved by the Engineer and shall the Contractors for Contract Nos. 2-6 shall achieve
Substantial Completion prior to the required date for the Operator to mobilizing on-site and have partial
occupancy and use of Area 3. Additionally, any Work by Contract Nos. | and 3-6 related to all other
Areas |, 2, 4-G and  the site work/exterior shall progress and be completed to support and not delay
the overall Project Schedule.

. Contract Nos. 2-6 Work in Areas 4 — 6 shall be sequenced by each applicable Contractor to make most
use and access of working space where the bullding erection i1s complete, so the work of Contract No. |
can proceed efficiently. All work to be coordinated between the Contractors.
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PLUMBING GENERAL NOTES:

I.  VERIFY LOCATIONS OF EXISTING AND NEWN WORK REQUIRED FOR CONSTRUCTION.
MODIFY POINTS OF CONNECTION TO EXISTING SYSTEMS AS NECESSARY FOR JOB
CONDITIONS. PROVIDE VALVING, PIPING AND TEMPORARY CONNECTIONS TO NEW
AND EXISTING SYSTEMS AS NECESSARY FOR WORK CONTINUATION.

2. ALL EXISTING SYSTEMS NOT IN THE CONSTRUCTION PHASE SHALL REMAIN IN
SERVICE. ALL SYSTEM SHUTDOWNS SHALL BE COORDINATED AND OCCUR ONLY
WITH THE APPROVAL OF THE FACILITY.

3. THIS CONTRACTOR IS RESPONSIBLE FOR CUTTING AND PATCHING MADE
NECESSARY BY HIS WORK. REMOVYALS SHALL BE TO BEYOND FINISHED SURFACES
TO ALLOW PATCHING AND FINISHING TO MATCH ADJACENT SURFACES.

4. DEMOLITION ITEMS SHALL BE REMOVED FROM THE JOB SITE AND PROPERLY
DISPOSED OF, EXCEPT AS DIRECTED BY THE OWNERS REPRESENTATIVE.

5. COORDINATE ALL WORK WITH THE FUNCTIONS OF ADJACENT AREAS INCLUDING
ABOVE AND BELOW THE PROJECT AREA. PROVIDE SLAB CUTTING AND PATCHING
AS NECESSARY TO MAKE NEW CONNECTIONS TO EXISTING UNDER FLOOR SANITARY
PIPING.

6. CEILINGS THAT NEED TO BE TEMPORARILY REMOVED TO ALLOW FOR THE
INSTALLATION OF PIPING OR EQUIPMENT AND ARE NOT SCHEDULED TO BE
REMOVED ON THE ARCHITECTURAL DRAWINGS SHALL BE REMOVED AND REPLACED
BY THIS CONTRACTOR. COORDINATE THE REMOVAL AND THE REPLACEMENT WITH
THE ELECTRICAL, MECHANICAL AND FIRE PROTECTION CONTRACTORS.

DO NOT INSTALL ANY PLUMBING WORK ABOVE ELECTRICAL PANELS.

8. DO NOT INSTALL ANY PLUMBING WORK ABOVE OR THROUGH ELEVATOR EQUIPMENT
ROOM, OR DATA ROOMS UNLESS SPECIFICALLY SERVING EQUIPMENT ROOM.

4. SLEEVE AND SEAL ALL PIPE PENETRATIONS OF WALL AND FLOORS. PACK VOID
BETWEEN PIPE AND SLEEVE WITH INSULATION IN NON-RATED WALL AND FLOORS.
PACK VOID BETWEEN PIPE AND SLEEVE WITH INSULATION IN FIRE-RATED WALLS
AND FLOORS, APPLY INTUMESCENT FIRE SAFING COMPOUND AT PENETRATION,
MAINTAINING INTEGRITY AND RATING OF FIRE SEPARATION. SLEEVES THROUGH
FLOORS SHALL EXTEND 2" ABOVE FLOOR, BE GROUTED INTO PLACE AND
WATERPROOFED. PIPING THROUGH EXTERIOR WALLS SHALL BE SLEEVED AND
SEALED WEATHER TIGHT.

10. ALL NEW EQUIPMENT INSTALLED ON THIS PROJECT CONTAINING BRASS AND/OR IN
CONTACT WITH POTABLE WATER SUPPLY SHALL COMPLY WITH THE REDUCTION OF
LEAD IN DRINKING WATER ACT OF 20Il. NO LEAD ALLOWED.
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PLUMBING DRANWING SCHEDULE
P-00| LEGEND, NOTES AND DRANING SCHEDULE (]
PD-10I AREA A FLOOR PLANS - DEMOLITION ®
P-10| PARTIAL FIRST FLOOR PLANS - AREA 3 b
P-102 PARTIAL SECOND FLOOR PLANS - AREA 3 ®
P-103 PARTIAL FIRST FLOOR PLAN - WATER - AREA |, 2 ®
P-104 PARTIAL FIRST FLOOR PLAN - SANITARY - AREA 4-6 D]
P-105 ROOF PLAN - PLUMBING b
P-30I GAS LOADS AND RISER DIAGRAM ®

& POINT OF CONNECTION TO EXISTING ¢ AND
" POINT OF DISCONNECTION AD ACCESS DOOR
AFF ABOVE FINISHED FLOOR
FIXTURE/EQUIPMENT IDENTIFICATION TAG
BHP BRAKE HORSEPOWER
n BTUH  BRITISH THERMAL UNITS PER HOUR
PLAN/DETAIL #DRAWING NUMBER
W cD A.C. CONDENSATE DRAIN
CcLG CEILING
PIPE SYMBOL S o CLEANOUT
CONT  CONTINUATION
O—— PIPE ELBOW UP
N COLD WATER
O PIPE TEE UP
DN DOWN
G PIPE ELBOW DOWN
DOM  DOMESTIC
= PIPE TEE DOWN
DG  DRAWING
K SOLENOID VALVE EC ELECTRICAL CONTRACTOR
SA
9 SHOCK ARRESTOR EX EXISTING (ALSO EXIST.
—X> FIXTURE TRAP F DEGREES FAHRENHEIT
Q FLOOR DRAIN FD FLOOR DRAIN
W
S BALL VALVE FLCO FLOOR CLEANOUT
D GATE VALVE 6C GENERAL CONTRACTOR
B BALANCE VALVE 6PM  GALLONS PER MINUTE
&
v GAS SHITOFF VALVE H & CW HOT AND COLD WATER
N CHECK VALVE HP HORSEPONER
il BUTTERFLY VALVE HVAC  HEATING, VENTILATING & AIR CONDITIONING
Y PRESSURE RELIEF VALVE HA HOT WATER
| UNION HAR  HOT WATER RECIRCULATING
1 FLANGE HZ HERTZ
SAN SANITARY WASTE INWG  INCHES WATER GAUGE
v SANITARY VENT K KILOWATT
- DOM. COLD NATER MBH THOUSAND BTU
—— — — ——  DOM. HOT WATER ORD  OVERFLOW ROOF DRAIN
— — — — — DOM. HOT NWATER RECIRC. PD PRESSURE DROP
v MEDICAL VACUWM PH PHASE
O, MEDICAL OXYGEN PSl (6) POUNDS PER SQUARE INCH (GAUGE)
A MEDICAL AIR RAC  RUN ABOVE CEILING
RS FLEXIBLE CONNECTION RBF RUN BELOW FLOOR
—3 PIPE CAP RIC RUN IN CHASE
RECIRC RECIRCULATING
Dz PRESSURE REDUCING VALVE
RO ROOF OPENING
? PRESSURE GAUGE WPETCOCK RAC  RAIN WATER CONDUCTOR
SAN SANITARY
-
Slis o) TP TYPICAL
4‘2? PRESSURE RELIEF VALVE w YOLTS
v VENT
—# ANTI-SYPHON VALVE W WITH
WCO  WALL CLEANOUT
— & HOSE END DRAIN VALVE

CLEAN OUT

NOTE : THIS IS A GENERAL PLUMBING LEGEND.
ALL SYMBOLS MAY NOT APPEAR ON
THE PLANS. SEE PLANS FOR ACTUAL
l_ SYMBOLS USED.

PLUMBING FIXUTES SCHEDULE

CONNECTIONS DATA (INCHES)
TAG FIXTURE 'g:g:'g:g';f: MODEL # SIZE MATERIAL coLD HOT [ SANITARY | . [ ____ | MOUNTING HEIGHT [NOTES
WATER | WATER | SEWER
SEE | NO GREATER THAN
DSN DOWNSPOUT NOZZLE ZURN 7199 SEE PLANS BRONZE . - - B e s
FD-1 FLOOR DRAIN ZURN 74158 SEE PLANS BRONZE - : o P - FLOORMTD |4
FS1 FLOOR SINK ZURN 71902 SEE PLANS ARE. 8 ] SEE PLANS | SEE PLANS | - FLOORMTD  |4.7
GD-1 GARBAGE DISPOSAL INSINKERATOR BADGER 5 1" HP PLASTIC - : 15 . : UNDERSINK |5
P41 | WALL HUNG WATER CLOSET - FV KOHLER K4325 - VITREOUS CHINA 1" . 3" 3 - WALL MOUNTED |1, 8
ADA - WALL HUNG WATER CLOSET . . ] ADA HEIGHT AND
P-1A = KOHLER K-4325 - VITREOUS CHINA 1 : 3 3 ] i atgcrn |1
P2 WALL HUNG URINAL - FV KOHLER K-5016-ETSS - VITREOUS CHINA 34 g 3" 3 : WALL MOUNTED 1.9
) ) ) ADA HEIGHT AND
P24 | ADA -WALL HUNG URINAL - FV KOHLER K-5016-ETSS . VITREOUS CHINA 34 : 3 3 : Sl dleegl LR
P3 WALL HUNG LAVATORY KOHLER K-1722 19X A TY" VITREOUS CHINA 7% 7% 19 Y ] WALL MOUNTED |2, 10
o o o . o ADA HEIGHT AND
P-3A ADA - WALLHUNG LAVATORY KOHLER K722 19X 1TV VITREOUS CHINA Y v 1% 1% : CiEARANGES |10
P4 KITCHEN SINK ELKAY CR2521 | 25"x22"x6-7/8" STAINLESS STEEL 1% %" 13" 134 - | COUNTER MOUNTED |3, 11
P5 MOB BASIN FIAT SB2424 24"X24"% 6" TERRAZZO 34 3/4" 3" 3 ] FLOORMTD |12
P6 WALL MOUNTED LAVATORY KOHLER K1722 19X A TY" VITREOUS CHINA %" %" 13" 1357 : WALL MOUNTED |2, 10
ELECTRIC WATER COOLER WITH N . N ADA HEIGHT AND
p7 s HAWS 12118 : STAINLESS STEEL v ; 1% 1% : e ol
ADA HEIGHT AND
_ qrm 12" qarm qrm K
P8 | EMERGENCY EYE WASH STATION BRADLEY S19224BPT STAINLESS STEEL v g 1% 1% s |
NOTES: 1. PROVIDE WATER SHOCK ABSORBER PER MANUFACTUERS RECOMMENDATIONS INSTURCTIONS.
2. PROVIDE TRUEBRO MODEL #102 ADA WATER SUPPLY AND SANITARY SEWER COVERS, ANGLE STOP VALVES, P-TRAP, STRAINER, ASSE 1016 THERMAL MIXING VALVE
SET TO 110°F (ADJUSTABLE).
3. PROVIDE ANGLE STOP VALVES, P-TRAP, GD-1 ASSE 1016 THERMAL MIXING VALVE SET TO 110°F (ADJUSTABLE).
4. PROVIDE STATE APPROVED TRAP SEAL DEVICE.
5. PROVIDE WALL SWITCH, FACTORY DISCONNECT SWITCH, 120V/1g. 6.3 AMPS.
6. PROVIDE FACTORY DISCONNECT SWITCH 115V/1a, FLA = 5 AND INLINE FILTER.
7. PROVIDE SEDIMENT BASKET.
8. PROVIDE SLOAN MODEL #SOLIS 8113-1.6/1.1-OR . ANTIMICROBIAL SEAT MODEL k-4731-CA, FLOOR MOUNTED CARRIER.
9. PROVIDESLOAN MODEL #SOLIS-8186, FLOOR MOUNTED CARRIER.
10. PROVIDE FAUCETMODLE #K-13461
11. PROVIDE KOHLER MODEL # K-560 FAUCET.
12. PROVIDE 3-0" STAINLESS STEEL WALL PROTECTORS ON WALL(S), KOHLER FAUCET MODEL #K-837T60-4A.
13. PROVIDE THERMAL MIXING VALVE SET TO (75-100°F) ADJUSTABLE, UNIT TO FAIL COLD.
MANUFATURER RECOVERY GPH @ 100°F CONREETIONS OATA (NGHESY
TAG FIXTURE N alon masre | MODEL# | GALLONS s coLD HOT | oo s GAS INPUT (MBH) | VOLTS/PHASE |NOTES
WATER | WATER
WH-1 | GAS WATER HEATER AO SMITH BTH-120 MX 60 138 175 1%" 4 3/4 120 120V/10 1-2
NOTES. 1. PROVIDE 6" HOUSEKEEPING/INERTIA PAD. THERMAL EXPANSION TANK AMTROL MODEL #ST-5-C.
2. PROVIDE FACTORY DISCONNECT SWITCH.
PLAN HEAD | SHUTOFF MOTOR DATA DESIGN BASIS (F.
SYSTEM SERVED TYPE GPM NOTES
MARK (FT) | HEAD (FT) HP |VOLTS/z| RPM MYERS)
P1 | LEACHATE SYSTEM | BASE MOUNTED | 25 15 137 2 460035 | 1750 | CT SERIES CTJ20 1
NOTES: 1. PROVIDE ABOVE GROUND VED PRSSURE SYSTEM, FACTORY DISCONNECT SWITCH, 1%" INLET OUTLET HOSES QUICKCONNECT HOSES. PUMP FROM PIT

LOCATED NEAR B5. PUMP TO OWNER PROVIDE 150 GALLON STORAGE TANK. PROVIDE CHECK VALVE, UNIONS, STRAINERS AND SHUT-OFF VALVES.
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NOT FOR CONSTRUCTION

® KEY NOTES:

I.  CONNECT NEW FIXTURE INTO EXISTING SANITARY SENER AND VENT PIPING.

S U oA W N

ACCESS PANEL IN WALL.

CONNECT NEW FIXTURE INTO EXISTING HOT AND COLD WATER PIPING.

CONNECT EXISTING HOT AND COLD, NEWN 12" GAS LINE INTO NEW WATER HEATER.
CONNECT INTO NEAREST 2" OR LARGER SANITARY SENER.

RE-ROUTE FLOOR CLEANOUT TO WALL CLEANOUT, PATCH EXISTING IN FLOOR.

PROVIDE AIR GAP FOR 3/4" CONDENSATE DRAIN INTO NEW WALL CLEAN-OUT, PROVIDE

7. REPLACE NON WORKING COLD NWATER MAIN SHUT-OFF YALYE ONE FOR ONE.

GAS LOAD:
GAS APPLIANCE GAS INPUT(MBH)
WH- 120
UH-I (x6) 400 EACH
UIH-1-4 (x4) 80 EACH
UIH-5-6 (x2) 150 EACH
RTU-I 250
RTU-2 50
RIU-3 50
TOTAL: 3,490 MBH OR CFH

LONGEST GAS APPLIANCE FROM METER.
UH-1 @ ~425 FT FROM METER.
SCHEDULE 40 LESS THAN 2.0 PSI6 - 0.3" WC PRESSURE DROP, S6 = 0.60.

PROJECT
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® KEY NOTES:

I.  CONNECT NEW FIXTURE INTO EXISTING SANITARY SENER AND VENT PIPING.

2. CONNECT NEW FIXTURE INTO EXISTING HOT AND COLD WATER PIPING.
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® KEY NOTES:

I.  MAKE LIQUID TIGHT NATURAL GAS PENETRATIONS THROUGH EXISTING ROOFS, TYPICAL.
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® KEY NOTES:

I.  REMOVE FIXTURES AND PREP FOR NEW FIXTURE, REPAIR/REPLACE ANY BROKEN OR WORN

CONNECTIONS AS NEEDED.

2. REMOVE FIXTURE AND CONNECTIONS BACK TO MAINS, REPAIR SURFACES SEE ARCH FOR

MATERIALS/FINISHES IN AREA.

3. REMOVE HOT AND COLD PIPING BACK TO THIS POINT.

4. REMOVE EXISTING MOP SINK. REMOVE H¢CHW BACK TO MAINS, REMOVE SANITARY AND VENT

BACK TO MAINS.

5. RELOCATE EXISTING FLOOR DRAIN INTO WALL, SEE NEW PLUMBING FOR CLARIFICATION.
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