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P-2

6" TRENCH DRAIN PIPING
BELOW GRADE TO
EXISTING EXTERIOR OIL
WATER SEPARATOR

P-2

P-1 P-1P-1

CODP

CODP

CODP

EXISTING OIL WATER SEPARATOR TO REMAIN;
FIELD VERIFY EXACT LOCATION

COORDINATE LAYOUT OF
DRAINS & PIPING WITH
NEW IN-GROUND LIFTS

6" DRAIN BELOW SLAB;
SLOPE 1/8" PER FT.

PROVIDE SUMP PUMP
IN LOW POINT OF PIT
W/ 1-1/2" DISCHARGE
PIPING; TYPICAL

EXISTING FLOOR DRAIN TO REMAIN;
MAINTAIN CONNECTION TO
EXISTING OIL WATER SEPARATOR

COMPRESSED AIR PIPING SHALL BE MODULAR
ALUMINUM SYSTEM WITH ALL PIPING, FITTINGS
AND ACCESSORIES COMING FROM THE SAME
MANUFACTURER; COMPLIANT W/ ASME B31.1;
W/ 10 YEAR WARRANTY; INSTALL PER
MANUFACTURER'S REQUIREMENTS

AIR COMPRESSOR FURNISHED
BY OWNER; FIELD COORDINATE
EXACT LOCATION

LIFT CONTROL CONSOLE; TYPICAL
OF 2; PROVIDE COMPRESSED AIR
PIPING BELOW SLAB TO CONSOLE;
5 CFM @ 90 PSI

3/4" COMPRESSED
AIR PIPING INSTALLED
AS HIGH AS POSSIBLE

1/2" COMPRESSED AIR DN. ON WALL TO SHUT OFF VALVE
AND FILTER, REGULATOR, LUBRICATOR; CONTINUE DN.
BELOW SLAB TO CONTROL CONSOLE; REFER TO
MANUFACTURER'S INSTALLATION DETAILS; TYPICAL

EXISTING 6" PIPING TO
OIL WATER SEPARATOR
TO REMAIN; CONNECT
TO NEW PIPING OUTSIDE
OF THE BUILDING; FIELD
VERIFY EXACT
LOCATION

4" DRAIN BELOW
SLAB; SLOPE
1/8" PER FT.

EXISTING 6" PIPING TO
OIL WATER SEPARATOR
TO REMAIN

EXISTING CATCH BASIN TO
REMAIN; 100.5 GRATE ELEV.,
98.13 INLET & OUTLET
INVERTS; FIELD VERIFY

3/4" COMPRESSED AIR PIPING DN.
ALONG WALL TO VALVE & QUICK
CONNECT FITTING AT 36" AFF;
TYPICAL OF 3

P-3 P-3

RISE UP INSIDE HATCHED AREA W/
COMPRESSED AIR SUPPLY PIPING & THE (2)
4" SCH. 40 PVC PIPE CHASES; REFER TO
MANUFACTURER DETAILS FOR ADDITIONAL
INFORMATION

PROVIDE (2) 4" SCH. 40 PVC CHASE
BELOW SLAB FROM CONTROL
CONSOLE TO EACH PIT;
COORDINATE LOCATION W/
MANUFACTURER; TYPICAL

INV. 98.65

FINISHED FLOOR
INV. 101.65
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