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ALUMINUM FRAMED GLAZING SYSTEMS: 1. ALUMINUM FRAMED GLAZING SYSTEMS SHALL BE: ALUMINUM FRAMED GLAZING SYSTEMS SHALL BE: A. KAWNEER AA4325 - EXTERIOR THERMALLY BROKEN ALUMINUM WINDOWS (FIXED AND OPERABLE) WITH KAWNEER AA4325 - EXTERIOR THERMALLY BROKEN ALUMINUM WINDOWS (FIXED AND OPERABLE) WITH INSULATED GAZING UNITS, OR APPROVED EQUAL. B. KAWNEER 1600UT SYSTEM 1 CURTAIN WALL - EXTERIOR THERMALLY BROKEN ALUMINUM CURTAIN WALL KAWNEER 1600UT SYSTEM 1 CURTAIN WALL - EXTERIOR THERMALLY BROKEN ALUMINUM CURTAIN WALL SYSTEM WITH INSULATED GLAZING UNITS, OR APPROVED EQUAL. C. KAWNEER 250T - EXTERIOR THERMALLY BROKEN ALUMINUM ENTRANCE SYSTEMS, OR APPROVED KAWNEER 250T - EXTERIOR THERMALLY BROKEN ALUMINUM ENTRANCE SYSTEMS, OR APPROVED EQUAL. D. KAWNEER TRIFAB 451 - INTERIOR NON-THERMALLY BROKEN ALUMINUM STOREFRONT FRAMING WITH KAWNEER TRIFAB 451 - INTERIOR NON-THERMALLY BROKEN ALUMINUM STOREFRONT FRAMING WITH INSULATED GLAZING UNITS, OR APPROVED EQUAL. F. KAWNEER 190 NARROW STILE - INTERIOR NON-THERMALLY BROKEN ALUMINUM DOOR SYSTEMS, OR KAWNEER 190 NARROW STILE - INTERIOR NON-THERMALLY BROKEN ALUMINUM DOOR SYSTEMS, OR APPROVED EQUAL. 2. ALL WORK IS TO CONFORM TO ALL APPLICABLE REQUIREMENTS OF LOCAL GOVERNING CODES, N.Y.S ALL WORK IS TO CONFORM TO ALL APPLICABLE REQUIREMENTS OF LOCAL GOVERNING CODES, N.Y.S DEPT. OF LABOR, INDUSTRIAL LABOR CODE, RULE 21, HEALTH CODE, FIRE DEPARTMENT REGULATIONS, NBFU AND UTILITY CODES, OSHA CODES AND NEW YORK STATE BUILDING CODES. 3. ALL WORK ON THESE DRAWINGS SHALL BE CONSIDERED NEW WORK WHETHER STATED OR NOT EXCEPT ALL WORK ON THESE DRAWINGS SHALL BE CONSIDERED NEW WORK WHETHER STATED OR NOT EXCEPT WHERE SPECIFICALLY NOTED AS "EXISTING TO REMAIN". 4. DURING CONSTRUCTION, TEMPORARY PROTECTION TO PREVENT DUST  DURING CONSTRUCTION, TEMPORARY PROTECTION TO PREVENT DUST  5. AND DIRT FROM FILTERING INTO OCCUPIED AREAS SHALL BE AND DIRT FROM FILTERING INTO OCCUPIED AREAS SHALL BE 6. PROVIDED BY THE CONTRACTOR. PROVIDED BY THE CONTRACTOR. 7. ALL WORK SHALL BE INSTALLED SO THAT ALL PARTS REQUIRED ARE READILY ACCESSIBLE FOR ALL WORK SHALL BE INSTALLED SO THAT ALL PARTS REQUIRED ARE READILY ACCESSIBLE FOR INSPECTION, OPERATION, MAINTENANCE AND REPAIR. 8. CONTRACTOR SHALL REMOVE AND REINSTALL AND/OR RELOCATE/MODIFY AND/OR PATCH ANY EXISTING CONTRACTOR SHALL REMOVE AND REINSTALL AND/OR RELOCATE/MODIFY AND/OR PATCH ANY EXISTING ITEMS INTERFERING WITH THE INSTALLATION OF NEW WORK WHETHER SHOWN OR NOT ON THESE DRAWINGS. INCLUDING, BUT NOT LIMITED TO, ELECTRICAL AND DATA CONDUITS, RACEWAYS, CABLES, WIRES AND JUNCTION BOXES.     9. DO NOT DRIVE ANY FASTENER THROUGH THERMAL BREAKS. SEAL ALL FASTENERS. DO NOT DRIVE ANY FASTENER THROUGH THERMAL BREAKS. SEAL ALL FASTENERS. 10. INTERIOR WINDOW SILL STOOLS AND APRONS SHALL HAVE CLOSED END CAPS SAME GAUGE AS STOOLS. INTERIOR WINDOW SILL STOOLS AND APRONS SHALL HAVE CLOSED END CAPS SAME GAUGE AS STOOLS. 11. DRAWINGS ARE NOT TO BE SCALED. USE DIMENSIONS ONLY. ALL DIMENSIONS AND CONDITIONS SHOWN AND DRAWINGS ARE NOT TO BE SCALED. USE DIMENSIONS ONLY. ALL DIMENSIONS AND CONDITIONS SHOWN AND ARE NOT TO BE SCALED. USE DIMENSIONS ONLY. ALL DIMENSIONS AND CONDITIONS SHOWN AND ASSUMED ON THE DRAWINGS MUST BE VERIFIED AT THE SITE BY THE CONTRACTOR BEFORE ORDERING ANY MATERIAL OR DOING ANY WORK. ANY DISCREPANCIES IN THE DRAWINGS SHALL BE REPORTED TO THE ARCHITECT. NO CHANGE IN DRAWINGS IS PERMISSIBLE WITHOUT THE WRITTEN CONSENT OF THE ARCHITECT. . 12. CONTRACTOR SHALL PROVIDE AND INSTALL INSULATION IN ALL HEADS, JAMBS, SILLS, MULLIONS AND CONTRACTOR SHALL PROVIDE AND INSTALL INSULATION IN ALL HEADS, JAMBS, SILLS, MULLIONS AND STOOLS. 13. CONTRACTOR MAY ELECT TO REVERSE WINDOW RECEPTOR SYSTEM AS NECESSARY TO FACILITATE CONTRACTOR MAY ELECT TO REVERSE WINDOW RECEPTOR SYSTEM AS NECESSARY TO FACILITATE WINDOW INSTALLATION FROM INTERIOR OR EXTERIOR. RECEPTOR ORIENTATION MUST BE INDICATED ON APPROVED SHOP DRAWINGS. 14. ALL WINDOWS IN THERMALLY INSULATED WALLS (INTERIOR AND EXTERIOR WALLS) SHALL BE INSTALLED ALL WINDOWS IN THERMALLY INSULATED WALLS (INTERIOR AND EXTERIOR WALLS) SHALL BE INSTALLED WITH CONTINUOUS SILL PAN FLASHING USING BLUESKIN AIR-BLOC LF OR APPROVED EQUAL. INSTALL BLUESKIN 50 MIL THICK WITH A MINIMUM 1/8" PER FOOT SLOPE TO EXTERIOR. PROVIDE END DAMS. 15. EXTERIOR JOINTS OF ALL WINDOWS INSTALLED IN THERMALLY INSULATED WALLS (INTERIOR AND EXTERIOR) EXTERIOR JOINTS OF ALL WINDOWS INSTALLED IN THERMALLY INSULATED WALLS (INTERIOR AND EXTERIOR) SHALL BE SEALED WITH WILSEAL 600 COMPRESSIBLE JOINT SEALER (SECONDARY SEAL) AND TREMCO SPECTREM1 SILICONE SEALANT (PRIMARY SEAL).
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ROOFING NOTES:                                                                   1. GENERAL GENERAL A. EXISTING ROOFING TO REMAIN SHALL BE PROTECTED AT ALL TIMES DURING THE WORK. EXISTING ROOFING TO REMAIN SHALL BE PROTECTED AT ALL TIMES DURING THE WORK. B. ALL NEW ROOF SYSTEMS SHALL COMPLY WITH UL CLASS 'A' EXTERNAL FIRE RESISTANCE RATING. ALL NEW ROOF SYSTEMS SHALL COMPLY WITH UL CLASS 'A' EXTERNAL FIRE RESISTANCE RATING. C. INSULATION FOR NEW ROOFING ASSEMBLIES SHALL HAVE A MINIMUM AGED R-VALUE OF R-30 AND INSULATION FOR NEW ROOFING ASSEMBLIES SHALL HAVE A MINIMUM AGED R-VALUE OF R-30 AND SHALL BE CONTINUOUS AND INSTALLED ABOVE DECK. D. DURING ROOF WORK THE CONTRACTOR SHALL PROTECT ALL AIR INTAKES AND WINDOWS FROM DURING ROOF WORK THE CONTRACTOR SHALL PROTECT ALL AIR INTAKES AND WINDOWS FROM CHEMICAL FUMES ENTERING THE BUILDING. E. SUBMIT SHOP DRAWINGS FOR ALL ROOF WORK. SHOP DRAWINGS OF AL ROOFS SHALL INDICATE SUBMIT SHOP DRAWINGS FOR ALL ROOF WORK. SHOP DRAWINGS OF AL ROOFS SHALL INDICATE EXISTING HIGH AND LOW POINTS, ROOF SLOPES, DRAIN LOCATIONS, PENETRATIONS, AND DETAILS. F. PROVIDE SUBMITTALS FOR ALL ROOFING MATERIALS, INCLUDING BUT NOT LIMITED TO INSULATION, PROVIDE SUBMITTALS FOR ALL ROOFING MATERIALS, INCLUDING BUT NOT LIMITED TO INSULATION, PROTECTION BOARD, ROOF MEMBRANE, FLASHING AND ACCESSORIES. 2. REPAIRS/MODIFICATION OF EXISTING ROOFING REPAIRS/MODIFICATION OF EXISTING ROOFING A. PRIOR TO PERFORMING ANY ROOFING REMOVALS THE CONTRACTOR SHALL SUBMIT TO THE PRIOR TO PERFORMING ANY ROOFING REMOVALS THE CONTRACTOR SHALL SUBMIT TO THE ARCHITECT PROOF THAT THE POST WARRANTY ALTERATION NOTIFICATION HAS BEEN SUBMITTED TO THE EXISTING ROOF MANUFACTURER AND THAT THE ROOF MANUFACTURER HAS ACCEPTED THE CONTRACTOR AND WILL EXTEND THE EXISTING ROOF WARRANTY TO INCLUDE ALL ROOFING MODIFICATIONS AND TRANSITIONS PERFORMED UNDER THIS CONTRACT. B. MATCH EXISTING INSULATION TYPE AND THICKNESS, ALIGN WITH ADJACENT ROOFING. MATCH EXISTING INSULATION TYPE AND THICKNESS, ALIGN WITH ADJACENT ROOFING. C. THE CONTRACTOR IS RESPONSIBLE FOR PROTECTION OF EXISTING ROOFING AND FACILITY TO THE CONTRACTOR IS RESPONSIBLE FOR PROTECTION OF EXISTING ROOFING AND FACILITY TO REMAIN AT ALL TIMES DURING THE WORK OF THIS CONTRACT. THE CONTRACTOR SHALL PROTECT CUT PORTIONS OF THE ROOF AND MAINTAIN A WATERTIGHT ROOF AT ALL TIMES. REMOVE TEMPORARY PROTECTION BEFORE INSTALLATION OF ROOF MEMBRANE. D. WHERE MODIFYING EXISTING ROOFING, THE CONTRACTOR SHALL PERFORM REPAIRS AND WHERE MODIFYING EXISTING ROOFING, THE CONTRACTOR SHALL PERFORM REPAIRS AND TRANSITIONS TO THE NEW WORK OF THIS CONTRACT TO THE SATISFACTION OF THE ROOFING MANUFACTURER WHO HAS ISSUED THE EXISTING ROOF WARRANTY.  THE EXISTING MANUFACTURER'S ROOF WARRANTY SHALL BE EXTENDED TO INCLUDE THE ROOFING REPAIRS AND TRANSITIONS OF THIS CONTRACT. 3. NEW EPDM ROOF ASSEMBLIES NEW EPDM ROOF ASSEMBLIES A. NEW EPDM ROOF MEMBRANE SHALL BE FIRESTONE RUBBERGARD  EPDM LSFR 60 MIL OR NEW EPDM ROOF MEMBRANE SHALL BE FIRESTONE RUBBERGARD  EPDM LSFR 60 MIL OR APPROVED EQUAL. B. INSULATION SHALL BE (2) LAYERS FIRESTONE ISOGARD GL 2.6" THICK (R-30). INSULATION SHALL BE (2) LAYERS FIRESTONE ISOGARD GL 2.6" THICK (R-30). C. COVER BOARD SHALL BE 5/8" THICK GEORGIA PACIFIC DENSDECK PRIME AND SHALL BE COVER BOARD SHALL BE 5/8" THICK GEORGIA PACIFIC DENSDECK PRIME AND SHALL BE MECHANICALLY FASTENED TO THE ROOF DECK.
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ENERGY CONSERVATION CODE NOTES 1. THE BUILDING THERMAL ENVELOPE SHALL MEET THE BUILDING THERMAL ENVELOPE SHALL MEET THE REQUIREMENTS OF THE 2020 ENERGY CONSERVATION CODE OF NEW YORK STATE. 2. PER TABLE C301.1 SUFFERN, ROCKLAND COUNTY PER TABLE C301.1 SUFFERN, ROCKLAND COUNTY IS CLIMATE ZONE 5A. 3. PER TABLE C402.1.3, MINIMUM R VALUES SHALL PER TABLE C402.1.3, MINIMUM R VALUES SHALL BE AS FOLLOW 3.1. ROOF INSULATION SHALL BE R-30 MINIMUM, ROOF INSULATION SHALL BE R-30 MINIMUM, CONTINUOUS INSULATION. 3.2. MASS WALLS (CONCRETE OR CMU) SHALL BE MASS WALLS (CONCRETE OR CMU) SHALL BE R-11.4 MINIMUM, CONTINUOUS INSULATION. 3.3. METAL FRAMED WALLS SHALL BE R-13 + METAL FRAMED WALLS SHALL BE R-13 + R-7.5 CONTINUOUS INSULATION. 3.4. WALLS BELOW GRADE SHALL BE R-7.5 WALLS BELOW GRADE SHALL BE R-7.5 MINIMUM 3.5. MASS FLOORS (CONCRETE SLAB) SHALL BE MASS FLOORS (CONCRETE SLAB) SHALL BE R-10 CONTINUOUS, MINIMUM. 3.6. JOIST/FRAMED FLOORS SHALL BE R-30 JOIST/FRAMED FLOORS SHALL BE R-30 MINIMUM. 3.7. UNHEATED SLAB-ON-GRADE SHALL BE R-10 UNHEATED SLAB-ON-GRADE SHALL BE R-10 FOR 24" BELOW. 4. FENESTRATION SHALL BE AS PER SECTION C402.4 FENESTRATION SHALL BE AS PER SECTION C402.4 4.1. SGHC: PF<0.2 = 0.38, 0.2£PF<0.5, SGHC: PF<0.2 = 0.38, 0.2£PF<0.5, PF<0.5, PF³0.5PF 0.5PF PF 4.2. U-FACTORS U-FACTORS 4.2.1. FIXED WINDOWS: 0.38 FIXED WINDOWS: 0.38 4.2.2. OPERABLE WINDOWS: 0.45 OPERABLE WINDOWS: 0.45 4.2.3. ENTRANCE DOORS: 0.77 ENTRANCE DOORS: 0.77 5. PER C402.4.1, FENESTRATION SHALL NOT BE PER C402.4.1, FENESTRATION SHALL NOT BE GREATER THAN 30% OF GROSS WALL AREA. 6. PER C402.5.7, EXCEPTION 4 - ENTRANCE PER C402.5.7, EXCEPTION 4 - ENTRANCE VESTIBULES ARE NOT REQUIRED FOR DOORS OPENING DIRECTLY FROM A SPACE LESS THAN 3,000 SQUARE FEET IN AREA.
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1 NEW CONCRETE WALL AT LOADING DOCK. SEE STRUCTURAL DRAWINGS.

2 REPAIR CONCRETE SURFACE OF EXPOSED FOUNDATION WALLS AND FOOTING AT NEW LOADING
DOCKS.

3 STEEL COLUMN WITH CONCRETE ENCASEMENT. SEE STRUCTURAL DRAWINGS.

4 GENERATOR ON CONCRETE PAD. CONSTRUCT CONCRETE PAD, SEE DETAILS ON A-506.

5 MODIFY EXISTING RAMP TO PROVIDE A 22' WIDE RAMP FOR VEHICULAR ENTRANCE TO EXISTING
OVERHEAD ENTRANCE DOOR/GATE. AN 8' TO 10' WIDE SAW-CUT PORTION SHALL BE REMOVED
FROM THE CENTER SEPARATING THE NORTH AND SOUTH PORTIONS. A NEW RETAINING WALL
SHALL BE BUILT WHERE THE 8' TO 10' WIDE PORTION WAS REMOVED. THE NORTH PORTION OF
THE RAMP SHALL BE EXTENDED TO AND MARRIED TO THE NEW RETAINING WALL. THE EXTENSION
SHALL BE REINFORCED AND TIED INTO THE WALL WITH TOWELS/REINFORCEMENT BARS. THE
SOUTHERN PORTION OF THE RAMP SHALL BE REMOVED AND DISCARDED.

6 FURNISH AND INSTALL LIGHTING, SEE LIGHTING SCHEDULE ON A-608.

7 FURNISH AND INSTALL SECURITY BOOTH. MANUFACTURER PAR-KUT INTERNATIONAL, MODEL TO
BE SELECTED BY OWNER. PROVIDE (4) PROTECTIVE BOLLARDS FOR THE CORNERS OF THE
BOOTH.

8 REINSTALL MANHATTAN BEER DISTRIBUTORS SIGNAGE.

9 CONSTRUCT SOUND ATTENUATING PANEL WALL/FENCE SCREEN, SEE DETAILS ON A-322.

10 CONSTRUCT RETAINING WALL, SEE TRACK DRAWINGS.

11 ELECTRICAL YARD, SEE ELECTRICAL DRAWINGS FOR ELECTRICAL EQUIPMENT AND CONCRETE
PAD LAYOUT. CONSTRUCT CONCRETE PAD, SEE DETAILS ON A-506.

12 RELOCATED TRACK AND NEW TRACK SIDINGS, SEE TRACK DRAWINGS.

13 FURNISH AND INSTALL STAIR RISERS, TREADS AND STRINGERS, SEE STAIR DETAILS ON A-502.

14 FURNISH AND INSTALL HANDRAILS, SEE DETAILS ON A-501.

15 FURNISH AND INSTALL GUARDRAILS, SEE DETAILS ON A-500.

16 CONSTRUCT ELEVATOR SHAFT AND INSTALL ELEVATOR PER MANUFACTURER'S INSTRUCTIONS.
SEE DRAWING A-400 FOR ADDITIONAL INFORMATION.

17 FURNISH AND INSTALL WATER FOUNTAIN, SEE A-508 & A 509.

18 VENDING MACHINES, OWNER SUPPLIED.

19 FURNISH AND INSTALL REFRIGERATOR, MAKE AND MODEL TDB.

20 FURNISH AND INSTALL DOUBLE TIER LOCKER, MFR. AND MODEL TBD.

21 FURNISH AND INSTALL LOCKER ROOM BENCH 9" WIDE WOOD BENCH WITH STEEL PEDESTALS.

22 FURNISH AND INSTALL STOREFRONT GLAZING SYSTEM, SEE DRAWING A-320.

23 FURNISH AND INSTALL CURTAIN WALL GLAZING SYSTEM, SEE DRAWING A-321.

24 FURNISH AND INSTALL RECEPTION DESK.

25 FURNISH AND INSTALL 6 FEET LONG RUBBER PARKING BLOCK, COLOR BLACK/YELLOW
REFLECTIVE WITH CONCRETE BOLTS. INSTALL PER MANUFACTURER'S INSTRUCTIONS, NOT TO
EXCEED CONCRETE TOPPING DEPTH. GC TO COORDINATE ANCHOR DEPTH WITH TOPPING SLAB
THICKNESS.

26 FURNISH AND INSTALL STRUCTURAL STEEL BOLLARD POST AND BASE WITH DECORATIVE
STAINLESS STEEL SLEEVE.

27 PROVIDE STRIPING FOR PARKING STALLS, VEHICULAR PATHS, ETC. STRIPES SHALL TRAFFIC
STRIPING PAINT 4" WIDE FLAT WHITE

28 INTERIOR STEEL COLUMNS WITH FIRE-RATED GYPSUM BOARD ENCLOSURE, SEE DETAILS.

29 SPRINKLER RISERS, SEE FIRE PROTECTION DRAWINGS.

30 FURNISH AND INSTALL GALVANIZED STEEL LADDER. LADDER SHALL COMPLY WITH OSHA
REQUIREMENTS, SEE A-503.

31 FURNISH AND INSTALL STEEL KING 42" HIGH STEEL GUARD HEAVY DUTY SWING GATE. (2)
RAILINGS, 11 GAUGE RAILING WITH 4"x4" POSTS. POWDER COATED SAFETY YELLOW. INSTALL PER
MANUFACTURER'S INSTRUCTIONS.

32 FURNISH AND INSTALL GALVANIZED STEEL STAIR ASSEMBLY WITH DIAMOND PLATE TREADS,
GUARDRAILS, AND HANDRAILS, SEE A-503.

33 CONSTRUCT SLOPED SURFACE AT 1:20.

34 EXPANSION JOINT, SEE DETAILS ON A-521.

35 FURNISH AND INSTALL INSULATED METAL PANEL BY METLSPAN OR APPROVED EQUAL.

36 CONSTRUCT 42" HIGH REINFORCED CONCRETE PARAPET WALL, SEE STRUCTURAL DRAWINGS.

37 FLOOR DRAIN, SLOPE TO DRAIN 1.5% MINIMUM. REFER TO PLUMBING DRAWINGS FOR ADDITIONAL
INFORMATION.

38 16'-0" WIDE CONCRETE PLATFORM. SEE DETAIL ON A-323 AND STRUCTURAL DRAWINGS.

39 FURNISH AND INSTALL QUARTZ STONE COUNTER TOP WITH 1/4" ROUNDED EDGES AND 1/2"
ROUNDED CORNERS, COLOR TBD.

40 INSTALL OVERHEAD COILING DOOR, SEE COILING DOOR SCHEDULE AND DETAILS ON A-602 AND
A-604.

41 CONSTRUCT 14'-6" WIDE PLATFORM CANOPY, SEE DETAILS ON A-323 AND STRUCTURAL
DRAWINGS FOR FRAMING.

42 CONSTRUCT AND MATCH NEW WALL TO ADJACENT EXISTING WALL. MATCH COLOR, STYLE AND
WALL ASSEMBLY. SEE WALL TYPE 7.

43 2" BUILDING MOVEMENT JOINT, PROVIDE EMSEAL JOINT, COLOR TBD

44 RELOCATED GENERAC GENERATOR WITH NEW REINFORCED CONCRETE PAD. PROVIDE MINIMUM
3'-0" CLEARANCE AROUND.

45 CONSTRUCT A STRUCTURAL CONCRETE SLAB, FINISH FLOOR TO MATCH EXISTING ELEVATION
AND FINISH, SEE STRUCTURAL DRAWINGS.

46 FURNISH AND INSTALL ARDEX SELF-LEVELING UNDERLAYMENT OVER STRUCTURAL SLAB AND
PREP FOR FLOORING FINISH MATERIAL. SEE FINISH SCHEDULE.

47 STEEL KING 42" HIGH STEEL GUARD HEAVY DUTY GUARD RAILING. (2) RAILINGS, 11 GAUGE
RAILING WITH 4"x4" POSTS. POST TYPES SHALL BE CENTER END OFFSET, SIDE OFFSET AND
STANDARD OFFSET. RAIL SHALL BE TIGHT TO THE EDGE. POWDER COATED SAFETY YELLOW.
INSTALL PER MANUFACTURER'S INSTRUCTIONS.

48 FURNISH AND INSTALL 6' HIGH CHAIN LINK FENCING.

49 CONSTRUCT CEILING SOFFIT WITH 2"X2" METAL STUD FRAMING AND (1) LAYER OF GYPSUM
BOARD. FOR SPRINKLER PIPING PROVIDE 8" CLEAR AND BUILD TIGHT FOR DUCTS. SEE TYPICAL
DETAIL ON A-507.

50 TOILET PARTITION TO BE BY ASI GLOBAL PARTITIONS FLOOR ANCHORED AND OVERHEAD
BRACED. DOORS, PANELS, SCREENS AND PILASTERS TO BE SINGLE SHEET SOLID 1" THICK
HOMOGENOUS HDPE PLASTIC. 1/4" RADIUS MACHINED EDGES. COLOR AND TEXTURE TO BE FROM
STANDARD COLORS, ACTUAL COLOR TBD. INSTALL PER MANUFACTURERS RECOMMENDATION.

51 ROOF ASSEMBLY: REFER TO STRUCTURAL DRAWINGS FOR METAL DECK; (2) LAYERS 2.6"
FIRESTONE ISOGARD GL INSULATION (R-30); (1) 1/2" COVER BOARD GP DENSDECK; ROOF
MEMBRANE - FIRESTONE RUBBER GARD EPDM LSFR 60 MIL.

52 PROVIDE SCUPPER AND LEADER DOWN TO THE ADJACENT ROOF. SEE DETAIL ON A-337.

53 INSULATE UNDERSIDE OF FLOOR AT RECEPTION AREA AND MEZZANINE 1: PROVIDE R-30 MINERAL
WOOL INSULATION; PROVIDE 'Z' METAL FURRING AT 24" O.C.; PROVIDE 2.6" POLISO R-15 RIGID
INSULATION PANELS; PROVIDE BLUESKIN VAPOR BARRIER, 5/8" DENSGLASS SHEATHING AND
STUCCO FINISH OVER METAL LATH.

54 NEW ROOF LEADER, REFER TO PLUMBING DRAWINGS FOR ADDITIONAL INFORMATION.

55 REMOVE AND INSTALL NEW RAMP SLAB ON GRADE.  RAMP SHALL BE +/-25'-0" WIDE AND PROVIDE
TWO POINTS OF ENTRY; DOOR 126 AND OVERHEAD DOOR T87. SEE CIVIL DRAWINGS.

56 PROVIDE 5'X5' METAL LANDING AND STEPS TO THE ROOF WITH MAX 7" RISERS. AT STAIR TOWER
"C", IN ADDITION TO THE LANDING AND STEPS, A METAL RAMP SHALL BE PROVIDED AT A SLOPE
OF 1:12. THE METAL ASSEMBLY SHALL BE OVER A 1/2 RUBBER WALKING MAT TO PROVIDE
PROTECTION FOR THE EPDM ROOFING MEMBRANE. ALL METAL SHALL BE GALVANIZED.

57 PROVIDE CONTINUOUS FIXED FABRIC DRAFT CURTAINS WHERE NOTED ON THE PLANS. THE
DRAFT CURTAIN SHALL SEPARATE THE AS/RS WAREHOUSE FROM THE EXISTING BUILDINGS AND
IN 10 DUNNIGAN SHALL SEPARATE THE ESFR SPRINKLER SYSTEM FROM THE REST OF THE 10
DUNNIGAN WAREHOUSE. DRAFT CURTAINS SHALL BE SECURED TO THE UNDERSIDE OF THE ROOF
DECK PER MANUFACTURER'S RECOMMENDED ATTACHMENT METHODS. DRAFT CURTAINS SHALL
EXTEND 24” FROM THE UNDERSIDE OF THE ROOF DECK AND SHALL BE SEALED AROUND ALL
PENETRATIONS/OBSTRUCTIONS. DRAFT CURTAINS SHALL BE MODEL SD60 FIXED FABRIC DRAFT
CURTAINS BY U.S. SMOKE AND FIRE, OR APPROVED EQUAL, AND SHALL MEET THE
REQUIREMENTS OF UL 10B, ASTM E84 AND ASTM E136.

58 NEW CANOPY ROOF LEADER +/-40' O.C. AND AVOID CONFLICT WITH OVERHEAD DOORS, REFER TO
MEP FOR SIZES.

59 FURNISH AND INSTALL ROOF CANOPY AT STAIRS A, B AND C. CANOPY SHALL BE STEEL CHANNEL
FRAMED WITH CORRUGATED METAL DECKING AND EPDM ROOFING. UNDERSIDE OF CANOPY
SHALL BE METAL PANEL SOFFIT. CANOPY SHALL BE SUPPORTED FROM THE CONCRETE
BULKHEAD BY STEEL RODS AND BRACKETS.

60 CONCRETE SLAB REPAIRS AT EXISTING WALL REMOVALS:
1. REMOVE ALL EXISTING FLOOR FINISHES.
2. REMOVE EXISTING WALL ATTACHMENTS TO SLAB.
3. REMOVE DETERIORATED AND/OR LOOSE CONCRETE.
4. PREP ALL CONCRETE SURFACES TO RECEIVE CONCRETE REPAIRS. SAW-CUT CONCRETE AT
LIMITS OF REPAIRS.
5. PATCH ALL DAMAGED CONCRETE SLABS WITH SIKA CONCRETE REPAIR MORTAR. PREP AND
INSTALL PER MANUFACTURER'S RECOMMENDATIONS.
6. GRIND ALL CONCRETE SLAB SURFACES FLUSH WITH EXISTING SLABS, MATCH EXISTING
CONCRETE SLAB FINISH.

61 ACCORDION FOLDING DOOR BY MODERNFOLD MODEL SOUNDMASTER M8

62 MOTORIZED STEEL GATE, MAKE AND STYLE TBD.

63 FURNISH AND INSTALL NEW CHAIN LINK FENCE. FENCE FABRIC SHALL BE 9 GAUGE VINYL COATED.
LINE POSTS, CROSS BARS, BRACKETS AND ALL HARDWARE SHALL BE EPOXY COATED. PROVIDE
CONCRETE FOOTINGS.

64 REMOVE EXISTING REINFORCED CONCRETE RETAINING WALL TO 12" BELOW TOP OF EXISTING
CONCRETE SLAB.

65 PROVIDE PANOLAM FRL LAMINATE PANELS, COLOR TBD (PROVIDE PIONITE AND NEVAMAR COLOR
CHARTS FOR SELECTION). PANELS SHALL HAVE ANODIZED ALUMINUM TRIMS AT EDGES AND
JOINTS. INSTALL PER MANUFACTURER'S RECOMMENDATIONS. SEE DRAWING A-336.

66 LOCATIONS OF DOCK LEVELER REMOVAL. PROVIDE NEW CONCRETE SLAB INFILL AND CONCRETE
WALL REPAIR. SEE DRAWING A-506.

67 FURNISH AND INSTALL NEW SCHEDULE 40 PIPE HANDRAIL. LENGTH SHALL BE 12" BEYOND THE
FULL LENGTH OF RAMP, SEE DETAIL ON A-501.

68 CONSTRUCT NEW REINFORCED CONCRETE CURB. SECURE CONCRETE CURB TO RAMP
PAVEMENT WITH #4 REINFORCEMENT BARS AT 24" O.C..

69 REMOVE EXISTING STAIR AND LANDING TO ALLOW FOR THE MASONRY AND CONCRETE WORK.
REINSTALL STAIR AFTER WORK IS COMPLETE. REPAIR DAMAGED GUARD RAILING.
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DEAD END CORRIDORS (2014 BCNYC 1018.4.2):BOTH (F-2) AND (B) OCCUPANCIES- MAX. DEAD END CORRIDOR LENGTH: 50 FT MAX.- MIN. CORRIDOR WIDTH: 44" MIN.EXIT AND ACCESS REQUIREMENTS (2014 BCNYC TABLE 1016.1):OCCUPANCY GROUP - INDUSTRIAL F-2 (LOW HAZARD)- MAX. TRAVEL DISTANCE (W/ SPRINKLER SYSTEM): 250 FT MAX.OCCUPANCY GROUP - BUSINESS (B)MAX. TRAVEL DISTANCE (W/ SPRINKLER SYSTEM): 300 FT MAX.COMMON PATH OF EGRESS TRAVEL (2014 BCNYC 101.4.3)- OCCUPANCY GROUP B AND F: 100 FT MAX.

LEGEND:100'-0"
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A 145 0.900 SINGLE SGC-F-20-4K21488 0.900P III 2 0.900 SINGLE RAR2-320L-165-4K7-3-U153.6 21834 0.900 SINGLEW 9 29.1 0.900 SINGLE SG1-30-4K7-FT

AN 67 229.55 35493 0.850 SINGLEAW 36 229.62 35869 0.850 SINGLEC8 14

22.9 3225P II 2 153.6 SINGLE RAR2-320L-165-4K7-T2-U153.6 21714

LUMINAIRE SCHEDULESYMBOL LABEL QTY LUM. WATTS LUM. LUMENSLLF ARRANGEMENT DESCRIPTION

P IV

PEL4-40MX-FAN-EDU

2 153.6 21310 0.900 SINGLE RAR2-320L-165-4K7-4W-U

PEL4-40MX-FAW-EDU

P V 2

B4 40 26.5 3174
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3060

40 4989 0.850 SINGLE MPS8-40XW-FW-EDUAN-EM 32 229.62 4156 1.000 SINGLE PEL4-40MX-FAN-EDU-ELL40AW-EM 14 229.62 4156 1.000 SINGLE PEL4-40MX-FAW-EDU-ELL40B4-EM 11 26.5 1210 1.000 SINGLE MPS4-40VW-FW-EDU-ELL14C8-EM 3 40 1211 1.000 SINGLE MPS8-40XW-FW-EDU-ELL14
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ARCHITECTURAL GENERAL NOTES:

AutoCAD SHX Text
1. COORDINATE W/ MEP/FP, STRUCTURAL, CIVIL, COORDINATE W/ MEP/FP, STRUCTURAL, CIVIL, COMMUNICATION DRAWINGS FROM DOCUMENTS FOR EXTENT OF REMEDY, CUTTING, AND CAPPING. 2. ALL DEMOLITION AND REMOVALS ARE TO BE ALL DEMOLITION AND REMOVALS ARE TO BE COORDINATED WITH EACH TRADE TO ENSURE THE CONTINUITY OF ALL SERVICES TO THE EXISTING FACILITY.  CONTRACTOR SHALL COORDINATE DEMOLITION WORK WITH NEW CONSTRUCTION DRAWINGS TO DETERMINE DIMENSIONS AND TO ENSURE THAT ITEMS OR SERVICES WHICH ARE TO REMAIN ARE NOT DISTURBED. 3. ARCHITECTURAL DEMOLITION DRAWINGS INDICATE ARCHITECTURAL DEMOLITION DRAWINGS INDICATE REMOVALS AND DEMOLITION OF "ARCHITECTURAL" ITEMS ONLY. THIS INCLUDES, BUT NOT LIMITED TO, NON-STRUCTURAL WALLS, CEILING FINISHES, FLOOR FINISHES, WALL TILES AND BASES, DOORS AND FRAMES, RAMP HANDRAILS, GATES, LOCKS, FENCING AS INDICATED ON THE DRAWINGS. CONTRACTOR SHALL REFER TO AND COORDINATE WITH STRUCTURAL, MECHANICAL, ELECTRICAL, COMMUNICATION, DC POWER REMOVAL DRAWINGS FOR COMPLETE SCOPE OF REMOVALS AND DEMOLITION IN EACH RESPECTIVE TRADE. 4. PERFORM ALL DEMOLITION REQUIRED FOR THE PERFORM ALL DEMOLITION REQUIRED FOR THE CONSTRUCTION AND INSTALLATION OF NEW WORK. ANY DEMOLITION WORK NOT SPECIFICALLY MENTIONED, BUT REQUIRED FOR THE CONSTRUCTION AND INSTALLATION OF THE NEW WORK SHALL BE PERFORMED AS IF IT WAS SPECIFICALLY MENTIONED. 5. EXTREME CARE SHALL BE EXERCISED WHEN EXTREME CARE SHALL BE EXERCISED WHEN DEMOLISHING STRUCTURES ADJACENT TO THE BUILDINGS, TRACKS, OR OTHER SITE FEATURES TO REMAIN. THE CONTRACTOR SHALL MONITOR EXISTING STRUCTURES AND PROVIDE PROTECTION AS NECCESSARY. 6. REMOVE AND DISPOSE OF, AS PER APPLICABLE REMOVE AND DISPOSE OF, AS PER APPLICABLE REGULATIONS, ALL EXISTING PAVED SURFACES ASSOCIATED WITH STRUCTURES TO BE DEMOLISHED OR AS REQUIRED FOR THE INSTALLATION OF NEW WORK. THIS SHALL INCLUDE, BUT NOT BE LIMITED TO, ASPHALT AND CONCRETE SURFACES, CONCRETE CURBS, CONCRETE PADS, ETC. 7. ENTIRE SITE MUST BE SUITABLY SECURED, ENTIRE SITE MUST BE SUITABLY SECURED, MAINTAINED AND PROTECTED DURING DEMOLITION AND CONSTRUCTION USING EXISTING AND/OR NEW FENCE TO SECURE THE ENTIRE PERIMETER OF THE SITE. 8. ALL HAZARDOUS AND CONTAMINATED MATERIALS ALL HAZARDOUS AND CONTAMINATED MATERIALS FOUND AT THE JOBSITE SHALL BE HANDLED AND DISPOSED OF IN ACCORDANCE WITH THE PROJECT SPECIFICATIONS. 11. DURING DEMOLITION AND REHABILITATION, TAKE DURING DEMOLITION AND REHABILITATION, TAKE APPROPRIATE SAFETY MEASURES TO PROTECT EMPLOYEES FROM INJURIES, SHARP EDGES AND CORNERS ON ALL SURFACES, INCLUDING THOSE ON THE BRACKETS THAT SUPPORT HANDRAILS SHALL BE DEBURRED. ALL WALKING SURFACES SHALL HAVE A DRY AND WET STATIC COEFFICIENT OF FRICTION OF NOT LESS THAN 0.8 AND 0.7 RESPECTIVELY. 12. BEFORE COMMENCING DEMOLITION, CONTRACTOR BEFORE COMMENCING DEMOLITION, CONTRACTOR SHALL VERIFY THE COMPLETION OF THE REMOVAL/ABATEMENT OPERATIONS IN THE WORK AREA FOR THE FOLLOWINGS: ASBESTOS, BATTERIES, MERCURY CONTAINING BULBS, PCB CONTAINING LIGHT FIXTURES, AND TRANSFORMERS. 13. DEMOLITION CONTRACTOR SHALL PROVIDE ENGINEERED DEMOLITION CONTRACTOR SHALL PROVIDE ENGINEERED DRAWINGS FOR ARCHITECT'S REVIEW AND APPROVAL. SEE STRUCTURAL NOTES FOR DETAILED REQUIREMENTS. 14. NO WORK SHALL PROCEED W/O ARCHITECT NO WORK SHALL PROCEED W/O ARCHITECT APPROVED DEMO PLANS. 15. NO WORK SHALL PROCEED W/O PRE-CONSTRUCTION NO WORK SHALL PROCEED W/O PRE-CONSTRUCTION CONFERENCE.

AutoCAD SHX Text
ARCHITECTURAL DEMOLITION NOTES:

AutoCAD SHX Text
DEFINITIONS:  OWNER - MANHATTAN BEER DISTRIBUTORS OR ITS AUTHORIZED REPRESENTATIVES ARCHITECT - DI DOMENICO + PARTNERS CONTRACTOR - TBD

AutoCAD SHX Text
1. ALL WORK SHALL BE OF HIGH QUALITY, PERFORMED ALL WORK SHALL BE OF HIGH QUALITY, PERFORMED IN A NEAT WORKMANLIKE MANNER, EXECUTED IN ACCORDANCE WITH THE BEST ACCEPTED TRADE PRACTICES AND AS PER MANUFACTURER'S RECOMMENDATIONS. 2. THE CONTRACTOR SHALL NOTIFY THE ARCHITECT THE CONTRACTOR SHALL NOTIFY THE ARCHITECT OF ANY AND ALL DISCREPANCIES BETWEEN EXISTING CONDITIONS AND THE CONTRACT DOCUMENTS BEFORE SUBMITTING SHOP DRAWINGS OR PLACING ORDERS OR PROCEEDING WITH THAT PORTION OF THE WORK DURING THE COURSE OF THE CONTRACT.  FAILURE TO NOTIFY THE ARCHITECT WILL NOT RELIEVE THE CONTRACTOR OF RESPONSIBILITY  TO PERFORM THE WORK AS INTENDED BY THE CONTRACT DOCUMENTS.  THE CONTRACTOR SHALL CORRECT ANY AND ALL WORK ARISING FROM SUCH FAILURE TO COORDINATE DISCREPANCIES TO THE SATISFACTION OF THE ARCHITECT. 3. THE CONTRACTOR SHALL BE RESPONSIBLE FOR AND THE CONTRACTOR SHALL BE RESPONSIBLE FOR AND SHALL CHECK AND VERIFY ALL DIMENSIONS AND JOB CONDITIONS IN THE FIELD. HE SHALL NOTIFY THE ARCHITECT OF ANY DISCREPANCIES PRIOR TO SUBMITTING SHOP DRAWINGS AND PLACING ORDERS DURING THE COURSE OF THE CONTRACT. 4. THE CONTRACTOR SHALL PROTECT AND PRESERVE THE CONTRACTOR SHALL PROTECT AND PRESERVE ALL EXISTING ITEMS TO REMAIN AND SHALL REPAIR OR REPLACE ANY ITEM DAMAGED DURING THE COURSE OF WORK TO THE SATISFACTION AND APPROVAL OF THE ARCHITECT WITHOUT ADDITIONAL COST TO THE OWNER. 5. CONTRACTOR SHALL PROVIDE OSHA COMPLIANT & CONTRACTOR SHALL PROVIDE OSHA COMPLIANT & SECURE PROTECTION FOR ALL OPENINGS IN FLOORS, WALLS AND ROOFS. 6. ALL WORK TO BE IN COMPLIANCE WITH THE MOST ALL WORK TO BE IN COMPLIANCE WITH THE MOST CURRENT ISSUE OF THE BUILDING CODE OF NEW YORK STATE. ANY OR ALL DISCREPANCIES SHALL BE CALLED TO THE ATTENTION OF THE ARCHITECT. 7. THE CONTRACTOR SHALL EXAMINE ALL DRAWINGS THE CONTRACTOR SHALL EXAMINE ALL DRAWINGS AND COORDINATE WORK OF ALL TRADES. 8. DO NOT SCALE DRAWINGS.  FOLLOW WRITTEN DO NOT SCALE DRAWINGS.  FOLLOW WRITTEN DIMENSIONS ONLY. DIMENSIONS SHOWN ARE NORMALLY GIVEN TO:  A - COLUMN CENTER LINES  B - FACES OF CONCRETE SURFACES  C - FACE OF METAL STUD IN GYPSUM BOARD  PARTITIONS AND CEILINGS  D - EXTERNAL FACE OF BUILDING  E - CURB LINE 9. NO DEBRIS SHALL BE ALLOWED TO ACCUMULATE ON NO DEBRIS SHALL BE ALLOWED TO ACCUMULATE ON THE SITE.  DEBRIS SHALL BE REMOVED DAILY. 10. CONTRACTOR TO PROVIDE AND MAINTAIN CONTRACTOR TO PROVIDE AND MAINTAIN TEMPORARY PAINTED (BLUE) PARTITIONS CLOSING THE WORK AREA FROM BALANCE OF OCCUPIED SPACE. 11. ALL DETAILS SHOWN ARE TYPICAL. CONTRACTOR ALL DETAILS SHOWN ARE TYPICAL. CONTRACTOR SHALL APPLY SAME CONCEPTS FOR CONDITIONS NOT SHOWN TO MAINTAIN UNIFORMITY OF DESIGN AND INTEGRITY OF CONSTRUCTION. 12. WORK SHOWN ON THE DRAWINGS BUT NOT WORK SHOWN ON THE DRAWINGS BUT NOT MENTIONED IN THE SPECIFICATIONS, OR MENTIONED IN THE SPECIFICATIONS BUT NOT SHOWN ON THE DRAWINGS, SHALL BE DONE AS IF MENTIONED IN THE SPECIFICATIONS AND SET FORTH IN THE DRAWINGS. 13. COORDINATE WITH MECHANICAL, ELECTRICAL, COORDINATE WITH MECHANICAL, ELECTRICAL, PLUMBING, STRUCTURAL, HVAC, & COMMUNICATION DRAWINGS FOR THE EXTENT & LOCATION OF OPENINGS, CHASES, WALL & FLOOR SLAB PENETRATIONS. 14. IF ANY FOUNDATION WORK OR OTHER TYPES OF IF ANY FOUNDATION WORK OR OTHER TYPES OF MAJOR EXCAVATION WORK IS TO BE DONE NEAR THE RIGHT-OF-WAY WITH THE FORCE MAIN, ROCKLAND COUNTY SEWER DISTRICT SHALL BE NOTIFIED AT LEAST FORTY-EIGHT (48) HOURS IN ADVANCE. IF REQUIRED, SHORING OR OTHER TYPES OF PRECAUTIONS SHALL BE IMPLEMENTED TO PROTECT THE FORCE MAIN. THE CONTRACTOR SHALL OBTAIN ALL NECESSARY PERMIT(S) AT THE CONTRACTOR'S EXPENSE
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DESCRIPTION

COLUMBIA LIGHTING PELOTON HIGH PERFORMANCE HIGH BAY

COLUMBIA LIGHTING PELOTON HIGH PERFORMANCE HIGH BAY

COLUMBIA LIGHTING PELOTON HIGH PERFORMANCE HIGH BAY

MPS MULTIPURPOSE LINEAR

COLUMBIA LIGHTING

ECO DOWNLIGHTS

CSL

2'x2' ARCHITECTURAL LED FLAT PANEL

ELITE LIGHTING

MPS MULTIPURPOSE LINEAR

COLUMBIA LIGHTING

COLUMBIA LIGHTING MPS MULTIPURPOSE LINEAR

COLUMBIA LIGHTING MPS MULTIPURPOSE LINEAR

ESCALATE STAIRWELL LUMINAIRECOLUMBIA LIGHTING

ESCALATE STAIRWELL LUMINAIRE

SGC-F CANOPY SLING SERIES

SLING SERIES SLENDER WALLPACK

RATIO SERIES AREA/SITE LIGHTER

RATIO SERIES AREA/SITE LIGHTER

RATIO SERIES AREA/SITE LIGHTER

RATIO SERIES AREA/SITE LIGHTER

HUBBEL LIGHTING

HUBBEL LIGHTING

HUBBEL LIGHTING

HUBBEL LIGHTING

HUBBEL LIGHTING

1093

1093 0.900

A 6 SINGLE PEL2-40MH-FAW-EDUCOLUMBIA LIGHTING PELOTON HIGH PERFORMANCE HIGH BAY0.850

22-FPL1-LED-2000L-DIM10-MVOLT-40K-85

G1 9 SRT2-50-4K7-5QW-NXOS-12F

G2 6

SINGLE

SINGLE SRT2-100-4K7-5C-NXOS-12F

5502

11035

0.850

0.850

48.1

93.2

UNDERSIDE OF ADMIN OFFICE

UNDERSIDE OF ADMIN OFFICE

WP3

WP4
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NXOS-OMDT2
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4 NXSW-OO-WH
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REMARKSMANUFACTURER

6 NXRCFX-1RD-UNV

17
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1. THE CONSTRUCTION PHASING PLANS ARE PROVIDED TO SHOW THE THE CONSTRUCTION PHASING PLANS ARE PROVIDED TO SHOW THE GENERAL/INTENDED PHASING FOR THE MANHATTAN BEER DISTRIBUTORS (MBD) EXPANSION PROJECT. DETAILED CONSTRUCTION STAGING PLANS AND MAINTENANCE AND PROTECTION OF TRAFFIC PLANS FOR EACH IDENTIFIED PHASE OF THE PROJECT SHALL BE PREPARED BY A PROFESSIONAL ENGINEER LICENSED IN THE STATE OF NEW YORK. THESE PLANS SHALL BE PREPARED IN CLOSE COORDINATION WITH MBD AND THE SELECTED CONTRACTOR. UPON COMPLETION, THEY SHALL BE SUBMITTED TO THE VILLAGE AS PART OF THE BUILDING PERMIT APPLICATION FOR REVIEW AND APPROVAL OF THE VILLAGE ENGINEER. THE PLANS SHALL INCORPORATE THE REQUIREMENTS OUTLINED BELOW AND ANY FURTHER SPECIAL REQUIREMENTS OUTLINED IN A RESOLUTION OF APPROVAL. 2. THE CONTRACTOR IS INFORMED THAT MANHATTAN BEER DISTRIBUTORS THE CONTRACTOR IS INFORMED THAT MANHATTAN BEER DISTRIBUTORS (MBD) WILL REMAIN IN OPERATION THROUGHOUT THE COURSE OF CONSTRUCTION. IT SHALL BE THE CONTRACTORS RESPONSIBILITY TO PERFORM THE ON SITE CONSTRUCTION, WHILE PROVIDING SAFE, WELL-LIGHTED, VEHICULAR AND PEDESTRIAN CIRCULATION THROUGH THE SITE, AS WELL AS PARKING FACILITIES FOR MBD STAFF AND VISITORS. 3. THE CONTRACTOR IS INFORMED THAT DUNNIGAN DRIVE PROVIDES THE CONTRACTOR IS INFORMED THAT DUNNIGAN DRIVE PROVIDES VEHICULAR AND PEDESTRIAN ACCESS TO THE PROJECT SITE, AS WELL AS ADJACENT PARCELS AND IS TO REMAIN IN OPERATION THROUGHOUT THE COURSE OF CONSTRUCTION. IT SHALL BE THE CONTRACTORS RESPONSIBILITY TO PERFORM THE CONSTRUCTION WITHIN DUNNIGAN WHILE MAINTAINING SAFE, WELL-LIGHTED, VEHICULAR AND PEDESTRIAN CIRCULATION ALONG DUNNIGAN DRIVE. 4. THE CONSTRUCTION STAGING PLANS SHALL, AT A MINIMUM, SHOW AREAS THE CONSTRUCTION STAGING PLANS SHALL, AT A MINIMUM, SHOW AREAS FOR CONSTRUCTION TRAILERS, STORAGE OF CONSTRUCTION MATERIALS, PARKING FOR CONTRACTORS, PARKING FOR MBD, AND VEHICULAR AND PEDESTRIAN CIRCULATION. ALL TRAILERS, DELIVERY/STORAGE OF MATERIALS, PARKING, ETC., SHALL BE PROVIDED/PERFORMED WITHIN THE PROJECT SITE, NOT ALONG DUNNIGAN DRIVE. SHOULD THE CONTRACTOR REQUIRE ADDITIONAL SPACE FOR PARKING, THEY MAY ELECT TO FIND AN OFF SITE LOCATION AND SHUTTLE THE CONSTRUCTION STAFF TO/FROM THE SITE. ON-SITE PARKING SHALL BE PROVIDED FOR ALL MBD STAFF AND VISITORS THROUGHOUT CONSTRUCTION, UNLESS OTHERWISE APPROVED BY MBD. CONTRACTOR SHALL BE RESPONSIBLE FOR ALL COSTS ASSOCIATED WITH OFF-SITE PARKING AND SHUTTLE SERVICES THE VILLAGE SHALL BE INFORMED OF THE LOCATION OF THE OFF SITE PARKING. 5. ALL WORK SALLY BE PERFORMED AT TIMES PERMITTED BY VILLAGE CODE ALL WORK SALLY BE PERFORMED AT TIMES PERMITTED BY VILLAGE CODE SECTION 118-4(C), EXCEPT THAT THE CONTRACTOR MAY ELECT TO PERFORM THE OFF SITE IMPROVEMENTS DURING OFF HOURS TO MINIMIZE IMPACTS TO THE VEHICULAR AND PEDESTRIAN OPERATIONS ALONG DUNNIGAN DRIVE. ANY WORK TO BE PERFORMED OUTSIDE THE HOURS PERMITTED BY VILLAGE CODE SECTION 118-4(C) SHALL BE SUBJECT TO THE REVIEW AND APPROVAL OF THE VILLAGE BUILDING INSPECTOR. 6. ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH THE RULES AND ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH THE RULES AND REGULATIONS OF ALL AUTHORITIES HAVING JURISDICTION. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL PERMITS AND APPROVALS. 7. TEMPORARY CLOSURES OF DUNNIGAN DRIVE SHALL BE LIMITED TO ONE TEMPORARY CLOSURES OF DUNNIGAN DRIVE SHALL BE LIMITED TO ONE LANE (DIRECTION) AT A TIME. ALL CLOSURES SHALL BE CONTROLLED BY TRAINED FLAG PERSONS. LANE CLOSURES SHALL NOT TAKE PLACE DURING THE PEAK HOURS OF 7 AM TO 9 AM AND/OR 4 PM TO 6 PM. PER NOTE 5 ABOVE, THE CONTRACTOR MAY REQUEST APPROVAL OF THE VILLAGE BUILDING DEPARTMENT TO PERFORM WORK WITHIN DUNNIGAN DRIVE OUTSIDE THE HOURS PERMITTED BY VILLAGE CODE SECTION 118-4(C). AT ANY POINT DURING CONSTRUCTION, THE VILLAGE MAY REQUIRE THE USE OF POLICE OFFICERS TO PROVIDE TRAFFIC CONTROL. THE COST OF THE POLICE OFFICERS, IF REQUIRED, SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR AND AT NO EXPENSE TO THE VILLAGE. 8. THE CONTRACTOR SHALL SCHEDULE A PRE-CONSTRUCTION MEETING PRIOR THE CONTRACTOR SHALL SCHEDULE A PRE-CONSTRUCTION MEETING PRIOR TO THE START OF CONSTRUCTION, WHICH SHALL HAVE ALL INVOLVED PARTIES PRESENT. INVOLVED PARTIES SHALL INCLUDE BUT NOT BE LIMITED TO MBD, THE CONTRACTOR, THE DESIGN TEAM, VILLAGE OF MONTEBELLO, TOWN OF RAMAPO, COUNTY OF ROCKLAND, TRAIN TRACK OWNER/OPERATOR. 9. SITE ACCESS BY CONSTRUCTION VEHICLES AND CONTRACTOR STAFF SHALL SITE ACCESS BY CONSTRUCTION VEHICLES AND CONTRACTOR STAFF SHALL BE LIMITED TO ENTRANCE #2, AS IDENTIFIED ON THE CONSTRUCTION PHASING PLAN. ENTRANCES #1 AND #3 SHALL BE DEDICATED TO THE ONGOING OPERATIONS OF MBD. STAGING PLANS SHALL INCLUDE TEMPORARY SIGNAGE TO DIRECT MBD STAFF/VISITORS AND CONTRACTORS TO APPROPRIATE SITE ENTRANCES. 10. ALL FIRE AND LIFE SAFETY SYSTEMS SHALL REMAIN IN PLACE AND ALL FIRE AND LIFE SAFETY SYSTEMS SHALL REMAIN IN PLACE AND OPERATIONAL DURING THE COURSE OF CONSTRUCTION. ANY TEMPORARY SHUT DOWNS SHALL REQUIRE THE APPROVAL OF THE VILLAGE OF MONTEBELLO AND SHALL BE SUBJECT TO ANY REQUIREMENTS SET FORTH BY THE BUILDING INSPECTOR AND/OR FIRE INSPECTOR.
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STANDARD SITE DEVELOPMENT PLAN NOTES:

1. LOT 11&12 IN BLOCK 1, SECTION 55.07

2. AREA OF TRACT: LOT 11; 244,431 SF, 5.611 AC. LOT 12; 631,899 SF, 14.506 AC.

3. ZONE: PI (PLANNED INDUSTRY)

4. PROPOSED USE: WAREHOUSING

5. RECORD OF OWNER: SIMON BERGSON (PRESIDENT)

6. APPLICANT: ANDREW BERGER, AIA, ASLA

7. FIRE DISTRICT: TALLMAN FP004

8. SCHOOL DISTRICT: RAMAPO CENTRAL 392601

9. WATER DISTRICT: NR 1 WD001

10. WATER SUPPLY BY: SUEZ WATER NEW YORK

11. SEWER DISTRICT: RR SD100

12. DATUM: NATIONAL GEODETIC VERTICAL DATUM, 1929.

13. ALL UTILITIES UNDERGROUND, ELECTRIC SERVICE SHALL BE IN CONDUIT OF NOT LESS

THAN TWO-INCH DIAMETER.

14. THERE ARE NO COVENANTS, DEED RESTRICTIONS, EASEMENTS, OR OTHER

RESERVATIONS OF LAND RELATIVE TO THIS SITE, OTHER THAN AS SHOWN ON THIS

PLAN.

15. THE ZONING BOARD OF APPEALS, ON 08-20-2020 AS CASE NUMBER 1173 IN THE

APPLICATION OF FRONT YARD SETBACK AREA AND MAX BUILDING HEIGHT GRANTED

VARIANCES FOR RELIEF FROM SECTION 195-13 BULK TABLE, USE GROUP K.

16. NO SIGN(S) OTHER THAN THOSE SHOWN ON THIS DRAWING ARE PERMITTED WITHOUT

PRIOR APPROVAL OF THE PLANNING BOARD (TENANTS ARE TO BE ADVISED OF THIS

CONDITION).

17. THE UNDERSIGNED, OWNER AND/OR APPLICANT, AS A CONDITION OF APPROVAL OF

THIS SITE PLAN, HEREBY AGREES TO COMPLETE THE WITHIN SITE DEVELOPMENT

PLAN AS DRAWN AND ALL IMPROVEMENTS SHOWN THEREON, AS A CONDITION OF THE

ISSUANCE OF A BUILDING PERMIT. THE APPLICANT/OWNER IS AWARE THAT NO

CHANGES IN THIS PLAN MAY BE MADE UNLESS APPROVED BY THE PANNING BOARD.

APPLICANT: DATE:

OWNER: DATE:

18.  PLANS ARE BASE ON FIELD ENGINEERING DATA AND CERTIFIED HERETO BY:

LICENSED PROFESSIONAL ENGINEER OR LAND SURVEYOR: DATE:

ANDREW BERGER, AIA, ASLA

SIMON BERGSON

JAY A. GREENWELL, PLS

10-15-2019

10-15-2019

10-15-2019
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